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Description

This kit should be used whenever it is necessary to replace an obsolete PCBBF121
control board. The PCBBF121 board was used in conjunction with an 80 volt Silicon
Nitride hot surface igniter. When using this kit to replace a board on the 80 volt sys-
tem, the hot surface igniter included in the kit must also be used.

1 PCBBF107 control board
(120 volt ignition system)

3 Wiring harness

1 Igniter #0130F00008S
(120 volt)

1 IO-753 Installation Instructions

Kit contains: 

NOTE: The use of the PCBBF107 board in this kit with an 80 volt igniter will
result in igniter failure.
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