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Daikin DR80SN, DD80SN Single Stage Furnace with 
Nine Speed ECM Motor

WARNING
DO NOT BYPASS SAFETY DEVICES

ONLY PERSONNEL THAT HAVE BEEN TRAINED TO INSTALL, 
ADJUST, SERVICE, MAINTENANCE OR REPAIR  
(HEREINAFTER, “SERVICE”) THE EQUIPMENT SPECIFIED IN 
THIS MANUAL SHOULD SERVICE THE EQUIPMENT.  

THIS EQUIPMENT IS NOT INTENDED FOR USE BY  
PERSONS (INCLUDING CHILDREN) WITH REDUCED  
PHYSICAL, SENSORY OR MENTAL CAPABILITIES, OR LACK 
OF EXPERIENCE AND KNOWLEDGE, UNLESS THEY HAVE 
BEEN GIVEN SUPERVISION OR INSTRUCTION CONCERNING 
USE OF THE APPLIANCE BY A PERSON RESPONSIBLE FOR 
THEIR SAFETY.

CHILDREN SHOULD BE SUPERVISED TO ENSURE THAT 
THEY DO NOT PLAY WITH THE EQUIPMENT.

THE MANUFACTURER WILL NOT BE RESPONSIBLE FOR 
ANY INJURY OR PROPERTY DAMAGE ARISING FROM  
IMPROPER SUPERVISION, SERVICE OR SERVICE  
PROCEDURES. IF YOU SERVICE THIS UNIT, YOU ASSUME 
RESPONSIBILITY FOR ANY INJURY OR PROPERTY  
DAMAGE WHICH MAY RESULT. IN ADDITION, IN  
JURISDICTIONS THAT REQUIRE ONE OR MORE LICENSES 
TO SERVICE THE EQUIPMENT SPECIFIED IN THIS  
MANUAL, ONLY LICENSED PERSONNEL SHOULD SERVICE 
THE EQUIPMENT.  IMPROPER SUPERVISION, INSTALLATION, 
ADJUSTMENT, SERVICING, MAINTENANCE OR REPAIR OF 
THE EQUIPMENT SPECIFIED IN THIS MANUAL, OR  
ATTEMPTING TO INSTALL, ADJUST, SERVICE OR REPAIR 
THE EQUIPMENT SPECIFIED IN THIS MANUAL WITHOUT 
PROPER SUPERVISION OR TRAINING MAY RESULT IN 
PRODUCT DAMAGE, PROPERTY DAMAGE, PERSONAL  
INJURY OR DEATH. 

WARNING
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IMPORTANT INFORMATION

Pride and workmanship go into every product to provide our 
customers with quality products. It is possible, however, that 
during its lifetime a product may require service.  Products 
should be serviced only by a qualified service technician 
who is familiar with the safety procedures required in the re-
pair and who is equipped with the proper tools, parts, testing 
instruments and the appropriate service manual. REVIEW 
ALL SERVICE INFORMATION IN THE APPROPRIATE 
SERVICE MANUAL BEFORE BEGINNING REPAIRS.

© 2026 Daikin Comfort Technologies Manufacturing, Inc.
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WARNING
This unit should not be connected to, or used in conjunction with, any devices that are not design certified for use with this 
unit or have not been tested and approved by the manufacturer. Serious property damage or personal injury, reduced unit 
performance and/or hazardous conditions may result from the use of devices that have not been approved or certified by the 
manufacturer.

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

WARNING

To prevent the risk of property damage, personal injury or 
death, do not store combustible materials or use gasoline 
or other flammable liquids or vapors in the vicinity of this 
appliance.

WARNING
If the information in these instructions is not followed 
exactly, a fire or explosion may result causing property 
damage, personal injury or loss of life. 
- do not store or use gasoline or other flammable vapors 
and liquids in the vicinity of this or any other appliance. 
- WHAT TO DO IF YOU SMELL GAS: 

•	Do not try to light any appliance.
•	Do not touch any electrical switch; do not use any 

phone in your building. 
•	Immediately call your gas supplier from a neighbor’s 

phone. Follow the gas supplier’s instructions. If 
you cannot reach your gas supplier, call the fire 
department. 

- Installation and service must be performed by a qualified 
installer, service agency or the gas supplier. 

WARNING
Should overheating occur or the gas supply fail to shut 
off, turn off the manual gas shutoff valve external to the 
furnace before turning off the electrical supply.

B10259-216
CO can cause serious illness including permanent brain
damage or death.

Advertencia especial para la instalación de calentadores ó manejadoras 
de aire en áreas cerradas como estacionamientos ó cuartos de servicio.

B10259-216

El monóxido de carbono puede causar enfermedades severas 
como  daño cerebral permanente ó muerte.

Las emisiones de monóxido de carbono pueden circular a través
del aparato cuando se opera en cualquier modo. 

B10259-216

RISQUE D'EMPOISONNEMENT AU MONOXYDE DE CARBONE

Le monoxyde de 
des 

carbone peut causer des maladies graves telles que
dommages permanents au cerveau et meme la mort.

au CO pouvant survenir si un appareil produisant du monoxyde 

WARNING

THIS FURNACE MAY BE PAIRED WITH A COOLING UNIT THAT 
USES R-32 REFRIGERANT. IF THE COOLING UNIT PAIRED WITH 
THIS FURNACE DOES NOT USE R-32, THE R-32 FUNCTION IN 
THE FURNACE CONTROL BOARD NEEDS TO BE TURNED OFF. 
PLEASE SEE THE ELECTRICAL AND THE R-32 SECTIONS FOR 
MORE DETAILS. 
REFRIGERANT SYSTEMS OTHER THAN 410A OR R32 MAY 
REQUIRE AN ADDITIONAL MITIGATION CONTROL BOARD. REFER 
TO THE INSTALLATION MANUAL OF THE INDOOR EVAPORATOR 
COIL TO DETERMINE INSTALLATION REQUIREMENTS FOR THAT 
SUPPLIER’S REFRIGERANT DETECTION SYSTEM.
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To locate an authorized servicer, please consult your telephone book or the dealer from whom you purchased this product. 
For further assistance, please contact:

CONSUMER INFORMATION LINE- DAIKIN PRODUCTS
TOLL FREE

 1-877-254-4729 (U.S. only)
email us at: customerservice@daikincomfort.com

fax us at:  (713) 856-1821
(Not a technical assistance line for dealers.)

Outside the U.S.,  call 1-713-861-2500
(Not a technical assistance line for dealers.)  

Your telephone company will bill you for the call.

A. This appliance does not have a pilot. It is equipped
with an ignition device which automatically lights the
burners. Do not try to light the burners by hand.

WHAT TO DO IF YOU SMELL GAS
-Do not try to light any appliance.
-Do not touch any electric switch;
 do not use any telephone in your building.
-Immediately call your gas supplier from a neighbor's
phone. Follow the gas suppliers instructions.

1. STOP! Read the safety information
    above on this label.
2. Set the thermostat to lowest setting.
3. Turn off all electric power to the appliance.
4. This appliance is equipped with an
    automatic ignition system which automatically
    lights the burners. Do not try to light the burners
    by hand.
5. Remove control access panel.
6. Move the gas control switch or knob to "OFF".

B. BEFORE OPERATING smell all around
the appliance area for gas. Be sure to
smell next to the floor because some gas
is heavier than air and will settle on the floor.

FOR YOUR SAFETY READ BEFORE OPERATING

FOR  YOUR  SAFETY:

1. Set the thermostat to its lowest setting.
2. Turn off all electric power to the appliance if service is to be performed.
3. Remove control access panel.
4. Move the gas control switch or knob to "OFF". Do not force.
5. Replace control access panel.

TO TURN OFF GAS TO APPLIANCE

Do not store or use gasoline or other flammable
vapors and liquids in the vicinity of this or any other
appliance.

0140F02310-A

7. Wait five (5) minutes to clear out any
    gas. Then smell for gas, including near the
    floor. If you smell gas, STOP!
    Follow  "B"  in  the  safety  information
    above on this label. If you don't smell

  gas, go to the next step.
8. Move the gas control switch or knob
    to "ON".
9. Replace control access panel.
10. Turn on all electric power to the appliance.
11. Set the thermostat to the desired setting.
12. If the appliance will not operate,
      follow the instructions "To Turn Off Gas To
      Appliance" and call your service technician
      or gas supplier.

OPERATING INSTRUCTIONS

This furnace must be installed in accordance with the
manufacturers instructions and local codes. In the
absence of local codes, follow the National Fuel Gas
Code, ANSI Z223.1.

WARNING: If not installed, operated and
maintained in accordance with the manufacturer’s
instructions, this product could expose you to
substances during fuel combustion which can
cause death or serious illness and which are
known to the state of California to cause cancer,
birth defects or other reproductive harm. This
product contains fiberglass insulation. Fiberglass
insulation contains a chemical known by the state
of California to cause cancer.

No almacene ni use gasolina u otros vapores y
líquidos inflamables cerca de este o cualquier otro
aparato.

PARA SU SEGURIDAD:

ADVERTENCIA: Si no se instala, se activa y se
mantiene conforme a las instrucciones del
fabricante, este producto podría exponerlo a
sustancias durante la combustión del carburante,
lo que puede causar la muerte o enfermedades
severas. El estado de California sabe que estas
sustancias causan cáncer, defectos de
nacimiento u otros riesgos reproductivos. Este
producto contiene aislante de fibra de vidrio. El
aislante de fibra de vidrio contiene un producto
químico que el estado de California sabe que
causa cáncer.

If you cannot reach your gas supplier, call the
fire department.

ADVERTENCIA: En caso de no seguir estas instrucciones
cuidadosamente, se podría producir un incendio o
explosión que ocasionaría daños a la propiedad, lesiones
personales e incluso la muerte.

WARNING: If you do not follow these instructions
exactly, a fire or explosion may result causing property
damage, personal injury or loss of life.

WARNING: Improper installation, adjustment,
alteration, service or maintenance can cause injury
or property damage. Refer to the user’s information
manual provided with this furnace. For assistance
or additional information consult a qualified
installer, service agency or the gas supplier.

ADVERTENCIA: La instalación, el ajuste, la
alteración, el servicio o el mantenimiento
inadecuados pueden causar lesiones o daños a
la propiedad. consulte el manual de información
del usuario que acompaña a este horno. Para
obtener ayuda o información adicional, consulte
con un instalador calificado, una agencia de
servicio o el proveedor de gas.

D. Do not use this appliance if any part
    has been under water. Immediately call a
    qualified service technician to inspect the
    appliance and to replace any part of the
    control system and any gas control which has
    been under water.

C. Use only your hand to move the gas
    control switch or knob. Never use tools. If
    the gas control switch or knob will not
    operate, don't try to repair it, call a qualified
    service  technician. Force or attempted
    repair may result in a fire or explosion.

GAS CONTROL
SWITCH SHOWN
IN "ON" POSITION

GAS CONTROL
SWITCH SHOWN
IN "ON" POSITION
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PRODUCT IDENTIFICATION
The model and manufacturing number are used for positive identification of component parts used in manufacturing. Please 
use these numbers when requesting service or parts information.

NOMENCLATURE

D R 80 S N 060 3 B N A A
1 2 3,4 5 6 7,8,9 10 11 12 13 14

Brand
D - Daikin

Configuration
M - Upflow/Horizontal R410A
C - Downflow/Horizontal R410A
R- Upflow/ Horizontal R32
D - Downflow/Horizontal R32

AFUE
80 - 80% AFUE
92 - 92% AFUE
96 - 96% AFUE      
97 - 97% AFUE      

Gas Valve
S - Single Stage
T - Two Stage 

MOTOR
C - Variable-Speed ECM / Communicating
N - Multi-Speed ECM (9 taps) / Non-Communicating

MBTU/h
030 - 30,000 BTU/h       080 - 80,000 BTU/h
040 - 40,000 BTU/h       100 - 100,000 BTU/h
060 - 60,000 BTU/h       120 - 120,000 BTU/h 

   B - 1st Revision

Minor Revision
   A - Initial Release

   B - 1st Revision

Major Revision
   A - Initial Release

NOx

Cabinet Width

Maximum CFM

≥  40 NG/J NOx   
≤  40 NG/J NOx   

N - Natural Gas

   A - 14"
   B - 17.5"

   C - 21"
   D - 24.5"

N - Low NOx (90%+)
X - Low NOx (80%)
U - Ultra Low NOx

   4 - 1600 CFM
   5 - 2000 CFM

≤  40 NG/J NOx   
≤  14 NG/J NOx   

   3 - 1200 CFM
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Safety
Please adhere to the following warnings and cautions when in-
stalling, adjusting, altering, servicing, or operating the furnace.

WARNING
To prevent personal injury or death due to improper 
installation, adjustment, alteration, service, or maintenance, 
refer to this manual. For additional assistance or 
information, consult a qualified installer, servicer, agency 
or the gas supplier.

WARNING
To prevent possible property damage, personal injury or 
death due to electrical shock, the furnace must be located 
to protect the electrical components from water.

Charge (ESD) Precautions
NOTE: Discharge your body’s static electricity be-
fore touching unit. An electrostatic discharge can 
adversely affect electrical components.

Use the following precautions during furnace installation and 
servicing to protect the integrated control module from dam-
age. By putting the furnace, the control, and the person at 
the same electrostatic potential, these steps will help avoid 
exposing the integrated control module to electrostatic dis-
charge. This procedure is applicable to both installed and 
uninstalled (ungrounded) furnaces.

1.	 Disconnect all power to the furnace. Do not touch the 
integrated control module or any wire connected to 
the control prior to discharging your body’s electro-
static charge to ground.

2.	 Firmly touch a clean, unpainted, metal surface of the 
furnace near the control. Any tools held in a person’s 
hand during grounding will be discharged.

3.	 Service integrated control module or connecting 
wiring following the discharge process in Step 2. Use 
caution not to recharge your body with static electrici-
ty; (i.e., do not move or shuffle your feet, do not touch 
ungrounded objects, etc.). If you come in contact with 
an ungrounded object, repeat Step 2 before touching 
control or wires.

4.	 Discharge any static electricity from your body to 
ground before removing a new control from its con-
tainer. Follow Steps 1 through 3 if installing the control 
on a furnace. Return any old or new controls to their 
containers before touching any ungrounded object.

115 Volt Line Connection of Accessories  (Humidifi-
er and Electronic Air Cleaner)
The furnace integrated control module is equipped with line 
voltage accessory terminals for controlling power to an op-
tional field-supplied humidifier and/or electronic air cleaner.

The accessory load specifications are noted in the chart:

Humidifier 1.0 Amp maximum at 120 VAC
Electronic Air Cleaner 1.0 Amp maximum at 120 VAC  

Turn OFF power to the furnace before installing any acces-
sories.  Follow the humidifier or air cleaner manufacturers’ in-
structions for locating, mounting, grounding, and controlling 
these accessories. Accessory wiring connections are to be 
made through the 1/4” quick connect terminals provided on 
the furnace integrated control module. The humidifier and 
electronic air cleaner hot terminals are identified as HUM H 
and EAC H. The humidifier and electronic air cleaner neutral 
terminals are identified as NEUTRAL. All field wiring must 
conform to applicable codes. Connections should be made 
as shown.
If it is necessary for the installer to supply additional line 
voltage wiring to the inside of the furnace, the wiring must 
conform to all local codes, and have a minimum temperature 
rating of 105°C. All line voltage wire splices must be made 
inside the furnace junction box.

The integrated control module humidifier terminal (HUM 
H) is energized with 115 volts whenever the induced draft 
blower is energized. The integrated control module electron-
ic air cleaner terminal (EAC H) is energized with 115 volts 
whenever the circulator blower is energized. This terminal 
can also be used to provide 115 volt power to a humidifier 
transformer. The remaining primary transformer wire would 
be connected to the Line N on the control board.

WARNING

HIGH VOLTAGE!
To avoid personal injury or death due to electri-
cal shock, disconnect electrical power before 
servicing or changing any electrical wiring.  
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115 VAC Accessories - Accessories Wiring
Figure 14

115 VAC HUM

115 VAC EAC

Low Voltage Humidifier
The furnace integrated control module is equipped with a low 
voltage terminal for providing power to an optional field-sup-
plied 24 volt humidifier. The 24V HUM terminal is energized 
any time the draft inducer is powered. See connection dia-
gram below.

NOTE: This is a 24 volt circuit only, the common con-
nection must be on C terminal of the low voltage 
terminal strip (where thermostat wires are con-
nected). Wiring for this circuit must NOT be con-
nected to the line N location where line voltage 
neutral wires are connected. 

Low Voltage Ventilation
The Ventilation connections provide dry contact for field 
ventilator wiring connections. These connections are 
normally open and energize during the R-32 fault/alarm 
condition. VT IN and VT OUT connections are provided on 
the control board and are shown in the image below. 

 Low Voltage A2L Alarm
The A2L alarm connection provides 24VAC for  field alarm 
wiring connections. These connections are normally open 
and energize during the R-32 fault/alarm condition. An A2L 
Alarm connection is provided on the control board and is 
shown in the image below.

FIELD INSTALLED ACCESSORIES
Additional accessories that do not have dedicated termi-
nals on the furnace control board may require an addi-
tional daughter board to be installed. Please refer to the 
instructions on the accessory daughter board for additional 
information.

 

24 VAC Accessories - Accessories Wiring
Figure 15

24 VOLT HUM. & 
HUMIDISTAT

24 VOLT VENTILATION 
(OPTIONAL)

24 VOLT A2L ALARM 
(OPTIONAL))

R-32 SENSOR

NOTE: This furnace is equipped with a control board 
that is capable of monitoring for R-32 refrigerant leaks in 
the indoor refrigeration unit. Please verify that the R-32 
sensor wire is plugged in to the furnace control board 
before startup, if applicable. If furnace is not paired with 
an R-32 Refrigeration system, the default settings in the 
furnace control board will need to be changed. Please 
see the R-32 section for additional information.

Furnace Startup
1.	 Close the manual gas shutoff valve external to the 

furnace.
2.	 Turn off the electrical power to the furnace.
3.	 Set the room thermostat to the lowest possible setting.
4.	 Remove the burner compartment door.

NOTE: This furnace is equipped with an ignition de-
vice which automatically lights the burner. Do not 
try to light the burner by hand.

5.	 Move the furnace gas valve manual control to the 
OFF position.
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6.	 Wait five minutes then smell for gas. Be sure check 
near the floor as some types of gas are heavier than 
air.

7.	 If you smell gas after five minutes, immediately follow 
the safety instructions in the Safety Considerations 
on page 2 of this manual. If you do not smell gas af-
ter five minutes, move the furnace gas valve manual 
control to the ON position.

8.	 Replace the burner compartment door.
9.	 Open the manual gas shutoff valve external to the 

furnace.
10.	Turn on the electrical power to the furnace.
11.	 Adjust the thermostat to a setting above room tem-

perature.
12.	After the burners are lit, set the thermostat to desired 

temperature.

Gas Heat Sequence of Operation

Call for Heat 
•	 On a call for heat, the thermostat contacts close & 

the control board receives 24 VAC on the W terminal. 
•	 The control board microcomputer runs its self-check 

routine. 
•	 The control verifies the limit switch is closed (24 VAC 

on Pin 8 of the 12 Pin connector). 
•	 The control verifies that pressure switch circuit is 

open (0 VAC on Pin 5). 
•	 The control module performs a gas valve circuitry 

check to verify gas valve relay state and presence of 
voltage at the valve. 

•	 The system will energize the Induced draft blower. 
•	 The pre-purge period begins once the pressure 

switch is detected closed (24 VAC on Pin 5).
•	 After the completion of pre-purge, the control will 

energize the igniter.
•	 After completion of the ignitor warm-up period:  
•	 The gas valve is energized. 
•	 The ignitor is de-energized as soon as flame is 

sensed. 
•	 After 30 seconds the indoor blower is energized on 

heating speed. 
•	 When the thermostat is satisfied:
•	 The gas valve is de-energized.
•	 The inducer remains energized for the post purge 

period (15 seconds).
•	 The indoor blower runs for the selected off delay pe-

riod (90 seconds by default, adjustable from 30 – 180 
seconds).

Heating Mode Speed Selection
To change the main blower speed in HEATING mode, follow 
the following steps:

1.	 Press left or right button till LED displays “gA1 “(for 
single stage HEATING). Press center button and LED 
will display the selected speed number as Fxx (xx: 
Blower speed number).

2.	 The control shall rotate available speed number ev-
ery time Left/Right buttons are pressed. Table below 
shows the available speeds for Low & High heat 
mode.   

3.	 When the center button is pressed, the current 
displayed speed shall be selected, and control shall 
apply the newly selected speed in next heating call.

NOTE: Always refer to the Heating Chart to choose 
from available heating speeds

 
 

THERMOSTAT CALL AVAILABLE SPEEDS 
 
 

W/W1 
F01   

F03
  

F04
  

 

F02 (DEFAULT)

  

 
 

 

Heating Speed Table for 1 Stage IFC

Continuous Fan Mode Speed Selection
To change the main blower speed in circulation mode, follow 
the following steps:

1.	 Press the left or right button until LED displays “FSd”. 
Press the center button and LED will display the 
selected speed number as Fxx (xx: Blower speed 
number from 1 to 9). F01 is the default speed for 
circulation.

2.	 The control will rotate available speed number every 
time left/right buttons are pressed. All 9 speeds are 
available for circulation. 

3.	 When the center button is pressed, the current 
displayed speed will be selected, and control will 
immediately apply that speed setting. 

 

THERMOSTAT 
CALL 

AVAILABLE 
SPEEDS  

 

G 

F01   

F02  

F03 

(DEFAULT)

  

F04  

F05  

F06  

F07  

F08  

F09  

 Circulation Speed Table
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Cooling Mode Sequence of Operation
 
Low Stage Cooling Mode Sequence: 
On a call for low stage cooling, the Y/Y1 or Y/Y1 and G ther-
mostat contacts close signaling the furnace control board 
with 24 VAC on Y/Y1 or Y/Y1 and G terminals.

•	 The 7-Segment will display the cool mode:1 A C
•	 The compressor and condenser fan are energized. 
•	 The circulator fan is energized at low cool speed after 

a cool on delay. The electronic air cleaner will also be 
energized. 

•	 After the thermostat is satisfied, the compressor 
is de-energized and the Cool Mode Fan Off Delay 
period begins. 

•	 Following the Cool Mode Fan Off Delay period, the 
cool circulator and air cleaner relay are de-energized.  

2nd Stage Cooling Mode Sequence: 
On a call for 2nd stage cooling, the Y2 or Y2 and G thermo-
stat contacts close signaling the furnace control board with 
24 VAC on Y2 or Y2 and G terminals. 

•	 The 7-Segment will display the cool mode: 2 A C
•	 The compressor and condenser fan are energized. 
•	 The circulator fan is energized at cool speed after a 

cool on delay. The electronic air cleaner will also be 
energized. 

•	 After the thermostat is satisfied, the compressor 
is de-energized and the Cool Mode Fan Off Delay 
period begins. 

•	 Following the Cool Mode Fan Off Delay period, the 
cool circulator and air cleaner relay are de-energized

Cooling Mode Speed Selection
To change the main blower speed in COOLING mode, follow 
the following steps:

1.	 Press the left or right button until LED displays “AC1 
“(for single stage COOLING) or “AC2 “(for two-stage 
COOLING). Press the center button and LED will dis-
play the selected speed number as Fxx (xx: Blower 
speed number from 1 to 9).

2.	 The control will rotate available speed number every 
time left/right buttons are pressed. All 9 speeds are 
available for both Single and Two Stage cooling. 

3.	 When the center button is pressed, the current dis-
played speed will be selected, and control will apply 
the newly selected speed in next cooling call. 

THERMOSTAT CALL  AVAILABLE SPEEDS   
 

Y/Y1  

F01   

F02   

F03   

F04 (DEFAULT)   

F05   

F06   

F07   

F08   

F09   

 

   
Single-Stage Cooling Speed Table for 2 Stage IFC

THERMOSTAT CALL  AVAILABLE SPEEDS   
 

 Y2 

F01   

F02   

F03   

F04   

F05 (DEFAULT)   

F06   

F07   

F08   

F09   

 
Two-Stage Cooling Speed Table for 2 Stage IFC

Furnace Shutdown
1.	 Set the thermostat to the lowest setting. The inte-

grated control will close the gas valve and extinguish 
flame. Following a 15 second delay, the induced draft 
blower will be de-energized. After the blower off delay 
time expires, the blower de-energizes.

2.	 Remove the burner compartment door and move the 
furnace gas valve manual control to the OFF position.

3.	 Close the manual gas shutoff valve external to the 
furnace.

4.	 Replace the burner compartment door.

Filters
Filters must be used and well maintained. There are no pro-
visions to install filters inside the furnace cabinet. Refer to 
the chart below for minimum filter sizes. A deep pleated filter 
or electronic air filter may also be used.

DR80SN Models
DR80SN furnaces require installer provision of a return air 
filter located on the side or bottom of the furnace or a cen-
trally located filter.

DD80SN Models
DD80SN furnaces require installer provision of a filter rack 
located in the return air plenum or a centrally located filter

Upflow / Horizontal
Models Minimum Recommended  Filter Size^

*0403A* 1 - 16 X 25 Side or 1 - 14 X 24 Bottom Return
*0603A* 1 - 16 X 25 Side or 1 - 14 X 24 Bottom Return
*0604B* 1 - 16 X 25 Side or Bottom Return
*0803B* 1 - 16 X 25 Side or Bottom Return
*0804B* 1 - 16 X 25 Side or Bottom Return
*0805C* 1 - 16 X 25 Side or Bottom Return¹
*0805D* 2 - 16 X 25 Side or 1 - 20 X 25 Bottom Return
*1005C* 2 - 16 X 25 Side or 1 - 20 X 25 Bottom Return
*1205D* 2 - 16 X 25 Side or 1 - 24 X 24 Bottom Return
*1405D* 2 - 16 X 25 Side or 1 - 24 X 24 Bottom Return

Downflow  Models Minimum Recommended  Filter Size^

*0403A* 2 - 10 X 20 or 1 - 14 X 25 Top Return
*0603A* 2 - 10 X 20 or 1 - 14 X 25 Top Return
*0804B* 2 - 14 X 20 or 1 - 16 X 25 Top Return
*1005C* 2 - 14 X 20 or 1 - 20 X 25 Top Return

¹ = use 2 - 16 X 25 fi l ters  and two s ide returns  or 20 X 25 fi l ter on bottom 
return i f furnace i s  connected to a  cool ing uni t over 4 tons  nominal  capaci ty

^ Fi l ters  may a lso be centra l ly located
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Additional Filtering Accessories

External Filter Rack Kit (EFR01)
The external filter rack kit is intended to provide a location 
external to the furnace casing, for installation of a perma-
nent filter on upflow model furnaces. The rack is designed 
to mount over the indoor blower compartment area of either 
side panel, and provide filter retention as well as a location 
for attaching return air ductwork. 

R-32 Function
This furnace is equipped with a control board that is capable 
of shutting off the gas heat and turning on the blower fan 
in case of an R-32 refrigerant leak in the indoor evaporator 
coil. If the cooling unit that is paired with this furnace does 
not utilize R-32 as the refrigerant, the R-32 functionalities in 
the furnace control board will need to be turned off for the 
furnace to run properly.
R-32 function on the control board is ON by default. The 
R-32 function can be disabled through the furnace control by 
entering the A2L Function Enabled menu and selecting “no”. If 
A2L function is disabled, the furnace control will ignore all A2L 
functions. If A2L function is enabled, the control will monitor 
the R-32 sensor information. 

To enter the A2L Function Enabled menu, press the left or right 
button until LED displays “A2E”. Press the center button and 
the LED will display the selected option (yes or no). Press the 
left or right button to select one of the two options and press 
the center button to confirm the option.

Furnace Start Up
During furnace start up, the furnace control will 
identify the connected R-32 sensor and will start 
monitoring the sensor communication. A green LED 
located next to the sensor connection will indicate 
if there is communication between the furnace con-
trol and the R-32 sensor. The LED will be ON during 
the duration of the startup and then will either 
start blinking or turn OFF. The blinking LED signifies 
that communication with the R-32 sensor is present. 
The LED OFF signifies that there is no signal with 
the sensor. 

If there are no alarms or faults, the furnace will go 
into regular run mode after a warm up period. The 
furnace control monitors the R-32 sensor once per 
second.

R-32 Refrigerant Leak
If the R-32 sensor on the indoor evaporator
coil detects a specified concentration of R-32 re-
frigerant, the furnace will enter Mitigation Mode 
to dilute the refrigerant concentrations in case of 
a leak. In Mitigation Mode, the furnace will do the 
following:

1.	 Display the A2L Refrigerant Leakage error 
code (EAL)

2.	 Shut down the gas operation
3.	 Energize the optional ventilation and alarm 

outputs.
4.	 Run the fan at max CFM airflow

Once the R-32 sensor stops detecting a leak, the 
fan will continue to run for 5 minutes. After the 5 
minutes, if there are no other alarms or faults, the 
control will de-energize the optional ventilation 
and alarm outputs and then go back to the original 
operating mode per the thermostat.

A2L Verification
he A2L Function Verification menu allows the in-
staller to verify if the R-32 function operates 
properly. This menu simulates the refrigerant leak 
process and is only able to be used when there are 
no active alarms or faults. To verify the R-32 func-
tions, enter the A2L Function Verification menu and 
select “YES”. To enter the A2L Function Verifica-
tion menu, press the left or right button until LED 
displays “A2u”. Press the center button and the LED 
will display the selected option (yes or no). Press 
the left or right button to select one of the two 
options and press the center button to confirm the 
option.
Once “YES” is selected, the furnace will do the fol-
lowing:

1.	 Display the A2L Refrigerant Leakage code (EAL)
2.	 Shut down the gas operation
3.	 Energize the optional ventilation and alarm 

outputs.
4.	 Run the fan at max CFM airflow

The control will exit the verification function if:
1.	 The 5 minute timeout expires or
2.	 An alarm or fault is detected or
3.	 The user turns OFF the A2L Function Verifica-

tion.
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CAUTION
If you must handle the ignitor, handle with care. Touching 
the ignitor body with bare fingers, rough handling, or 
vibration could result in early ignitor failure. Only a 
qualified servicer should ever handle the ignitor. 

Annual Inspection
The furnace should be inspected by a qualified installer, or 
service agency at least once per year. This check should be 
performed at the beginning of the heating season. This will 
ensure that all furnace components are in proper working or-
der and that the heating system functions appropriately. Pay 
particular attention to the following items. Repair or service 
as necessary.

•	 Flue pipe system. Check for blockage and/or leak-
age. Check the outside termination and the connec-
tions at and internal to the furnace.

•	 Combustion air intake pipe system (where applicable). 
Check for blockage and/or leakage. Check the outside 
termination and the connection at the furnace.

•	 Heat exchanger. Check for corrosion and/or buildup 
within the heat exchanger passageways.

•	 Burners. Check for proper ignition, burner flame, and 
flame sense.

•	 Wiring. Check that electrical connections are tight 
and free from corrosion. Check wires for damage.

•	 Filters.
•	 R-32 Sensor Wire. Check R-32 sensor wire connec-

tion for tightness and check wire for damage.

Air Filter

WARNING
Never operate the furnace without a filter installed as dust 
and lint will build up on internal parts resulting in loss of 
efficiency, equipment damage, and possible fire.

Filters must be used with this furnace. Filters do not ship 
with these furnaces but must be provided by the installer for 
proper furnace operation.  

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

Maintenance
Improper filter maintenance is the most common cause of 
inadequate heating or cooling performance. Filters should 
be cleaned (permanent) or replaced (disposable) every two 
months or as required. It is the owner’s responsibility to keep 
air filters clean. When replacing a filter, it must be replaced 
with a filter of the same type and size.

Induced Draft and Circulation Blowers
The bearings in the induced draft blower and circulator blow-
er motors are permanently lubricated by the manufacturer. 
No further lubrication is required. Check motor windings for 
accumulation of dust which may cause overheating. Clean 
as necessary.

Flame Sensor (Qualified Servicer Only) 
Under some conditions, the fuel or air supply can create a 
nearly invisible coating on the flame sensor. This coating 
acts as an insulator, causing a drop in the flame sensing 
signal. If this occurs, a qualified servicer must carefully clean 
the flame sensor with steel wool. After cleaning, the flame 
sensor output should be as listed on the specification sheet.

Burners

WARNING

HIGH VOLTAGE
Electrical components are contained in both 
compartments. To avoid electrical shock, inju-
ry or death, do not  remove any internal com-
partment covers or attempt any adjustment. 
Contact a qualified service agent at once if an 
abnormal flame appearance should develop.

Periodically during the heating season make a visual check of 
the burner flames. Turn the furnace on at the thermostat. Wait 
a few minutes since any dislodged dust will alter the normal 
flame appearance. Flames should be stable, quiet, soft and 
blue with slightly orange tips. They should not be yellow. They 
should extend directly outward from the burner ports without 
curling downward, floating or lifting off the ports.

Check the burner flames for: 

1. Stable, soft and blue 
2. Not curling, floating, or lifting off. 

Burner Flame

Test Equipment
Test equipment list for furnace servicing should include:

1.	 Multi-Meter for checking voltage & resistance
2.	 Clamp-on amp meter
3.	 Digital thermometer
4.	 Gas pressure test equipment 
5.	 Combustible gas / Carbon Monoxide detector
6.	 Combustion Analyzer
7.	 Micro-amp meter 
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Heating Performance Test
Before attempting to diagnose an operating fault, run a heat-
ing performance test and apply the results to the Service 
Problem Analysis Guide.

To conduct a heating performance test, the BTU input to the 
furnace must be calculated. 

After the heating cycle has been in operation for at least 
fifteen minutes and with all other gas appliances turned off, 
the gas meter should be clocked.

To find the BTU input, multiply the number of cubic feet of 
gas consumed per hour by the heating value of the gas be-
ing used. (The calorific value of the gas being used is found 
by contacting your local utility.)

EXAMPLE: It is found by the gas meter, that it takes forty 
(40) seconds for the hand on the cubic foot dial to make 
one complete revolution, with all appliances off, except 
the furnace. Take this information and locate it on the gas 
rate chart. Observe the forty (40) seconds, locate and read 
across to the one (1) cubic foot dial column. There we find 
the number 90, which shows that ninety (90) cubic feet of 
gas will be consumed in one (1) hour.

Let’s assume the local gas utility has stated that the calorific 
value of the gas is 1,025 BTU per cubic foot.

Multiplying the ninety (90) cubic feet by 1,025 BTU per cubic 
foot gives us an input of 92,250 BTUH.

Checking the BTU input on the rating plate of the furnace 
being tested.

EXAMPLE:	
INPUT:	92,000 BTU/HR
OUTPUT CAP:	84,000

Should the figure you calculated not fall within five (5) per-
cent of the nameplate rating of the unit, adjust the gas valve 
pressure regulator or resize orifices.

CAUTION
Always connect a manometer to the outlet tap at the gas 
valve before adjusting the pressure regulator. In no case 
should the final manifold pressure vary more than plus or 
minus .3 inches water column from 3.5 inches water column 
for natural gas or 10 inches water column for propane gas.

To adjust the pressure regulator on the gas valve, turn down 
(clockwise) to increase pressure and input, and out (coun-
terclockwise) to decrease pressure and input.

Since normally propane gas is not installed with a gas meter, 
clocking will be virtually impossible. The gas orifices used 
with propane are calculated for 2500 BTU per cubic foot gas 
and with proper inlet pressures and correct piping size, full 
capacity will be obtained.

With propane gas, no unit gas valve regulator is used; how-
ever, the second stage supply line pressure regulator should 
be adjusted to give 11” water column with all other gas con-
suming appliances running.

The dissipation of the heat transferred to the heat exchang-
er is now controlled by the amount of air circulated over its 
surface.

The amount (CFM) of air circulated is governed by the exter-
nal static pressure in inches of water column of duct work, 
cooling coil, registers, etc., applied externally to the unit ver-
sus the motor speed tap (direct drive) or pulley adjustments 
of the motor and blower (belt drive).

A properly operating unit must have the BTU per hour input 
and CFM of air, within the limits shown to prevent short cy-
cling of the equipment. As the external static pressure goes 
up, the temperature rise will also increase. Consult the prop-
er tables for temperature rise limitation. 
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  CLOCKING A GAS METER
1.	 Turn off all gas appliances in the home. 
2.	 Turn on the furnace. Ensure the furnace is operating at a 100% firing rate on 2 stage and modulating furnace product.
3.	 Once heating cycle is at a steady state (typically 15 minutes of operation), use a stopwatch to time how long it takes 

the smallest unit of measure dial on the gas meter to make a full revolution. In Table 1, one cubic foot is selected. The 
smallest unit of measure will vary depending on the gas meter. 

CUBIC
 FEET

1 1

One

 
In this example 

we are using the 
one cubic foot 
dial on the gas 

meter 

TABLE 1

4.	 Using Table 2 below, find the number of seconds it took for the dial to make a full revolution. To the right of that num-
ber of seconds and below the Size of Test Dial (selected in step 3 and shown in Table 1) will be the Cubic Feet per 
Hour (CFH).

1/4
cu/ft

1/2
cu/ft

1
cu/ft

2
cu/ft

5
cu/ft

1/4
cu/ft

1/2
cu/ft

1
cu/ft

2
cu/ft

5
cu/ft

10 90 180 360 720 1800 36 25 50 100 200 500
11 82 164 327 655 1636 37 -- -- 97 195 486
12 75 150 300 600 1500 38 23 47 95 189 474
13 69 138 277 555 1385 39 -- -- 92 185 462
14 64 129 257 514 1286 40 22 45 90 180 450
15 60 120 240 480 1200 41 -- -- -- 176 439
16 56 113 225 450 1125 42 21 43 86 172 429
17 53 106 212 424 1059 43 -- -- -- 167 419
18 50 100 200 400 1000 44 -- 41 82 164 409
19 47 95 189 379 947 45 20 40 80 160 400
20 45 90 180 360 900 46 -- -- 78 157 391
21 43 86 171 343 857 47 19 38 76 153 383
22 41 82 164 327 818 48 -- -- 75 150 375
23 39 78 157 313 783 49 -- -- -- 147 367
24 37 75 150 300 750 50 18 36 72 144 360
25 36 72 144 288 720 51 -- -- -- 141 355
26 34 69 138 277 692 52 -- -- 69 138 346
27 33 67 133 265 667 53 17 34 -- 136 340
28 32 64 129 257 643 54 -- -- 67 133 333
29 31 62 124 248 621 55 -- -- -- 131 327
30 30 60 120 240 600 56 16 32 64 129 321
31 -- -- 116 232 581 57 -- -- -- 126 316
32 28 56 113 225 563 58 -- 31 62 124 310
33 -- -- 109 218 545 59 -- -- -- 122 305
34 26 53 106 212 529 60 15 30 60 120 300
35 -- -- 103 206 514

    GAS RATE -- CUBIC FEET PER HOUR
Seconds for 

One 
Revolution

Size of Test Dial Seconds for 
One 

Revolution

Size of Test Dial

 

Locate 40 seconds for one 
revolu�on in the chart below 

 
Then locate the 1 cu � dial column and select the 
corresponding CFH from the 40 seconds for one revolu�on row 

Table 25.	 Use this formula to verify the Cubic Feet per Hour (CFH) input determined in step 4 is correct: 
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(3600 x Gas Meter Dial Size) / Time (seconds) = Cubic Feet per Hour (CFH)

 

3600 is used as there are 60 seconds in 
a minute and 60 minutes in an hour. 

60x60=3600 

6.	 Check with your local utility for actual BTU content (caloric value) of natural gas in the area (the average is 1025 
BTU’s). 

7.	 Use this formula to calculate the BTU/HR input (See BTU/HR Calculation Example):
Cubic Feet per Hour (CFH) x BTU content of your natural gas = BTU/HR input

8.	 Should the figure you calculated not fall within five (5) percent of the nameplate rating of the unit, adjust the gas valve 
pressure regulator or resize orifices. To adjust the pressure regulator on the gas valve, turn downward (clockwise) to 
increase pressure and input, and upward (counterclockwise) to decrease pressure and input. A properly operating unit 
must have the BTU per hour input and CFM of air, within the limits shown to prevent short cycling of the equipment. 
As the external static pressure goes up, the temperature rise will also increase. Consult the proper tables for tempera-
ture rise limitation.

BTU/HR Calculation Example:
The unit being tested takes 40 seconds for the 1 cubic foot dial to make one complete revolution.  Using the chart, this 
translates to 90 cubic feet per hour.  Based upon the assumption that one cubic foot of natural gas has 1,025 BTU’s (Check 
with your local utility for actual BTU content), the calculated input is 92,250 BTU’s per hour.
Furnace Nameplate Input in this example: 90,000 BTU/HR
Calculated Gas Input in this example: 92,250 BTU/HR
This example is within the 5% tolerance input and does not need adjustment. 
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SERVICING
As more and more electronics are introduced to the Heating 
Trade, Polarization of incoming power and phasing of pri-
mary to secondary voltage on transformers becomes more 
important.

Polarization has been apparent in the Appliance industry 
since the introduction of the three prong plug, however, the 
Heating Industry does not use a plug for incoming power, but 
is hard wired.

Some of the electronic boards being used today, with flame 
rectification, will not function properly and/or at all without 
polarization of incoming power. Some also require phas-
ing between the primary and secondary sides of step-down 
transformers.

THIS IS L1 OR THE 
 HOT POWER LEG

INCOMING POWER

THIS IS THE COMMON
    OR NEUTRAL LEG

METER READS 
   120 VOLTS

METER READS 
     0 VOLTS

G
N

D

G
N

D

VOLT / OHM
    METER

VOLT / OHM
    METER

These then should be wired to the furnace accordingly.

CHECKING FOR PHASING - PRIMARY TO SECONDARY OF UNMARKED TRANSFORMERS*

.
. .

.
. .

VOLT / OHM
     METER

GND

PR
IM

A
RY

SE
CO

ND
AR

Y

TRANSFORMER

R

C

METER READS
     24 VOLTS

LINE VOLTAGE
   (NEUTRAL)

LINE VOLTAGE
     L1 (HOT)

VOLT / OHM
     METER

METER READS
    120 VOLTS

VOLT / OHM
     METER

C

R

GND
N

L1

VOLT / OHM
     METER

READS 96 VOLTS - IN PHASE

C

R

GND
N

L1

VOLT / OHM
     METER

READS 144 VOLTS - OUT OF PHASE

If meter reads approximately 96 volts - the primary to secondary are in phase - if reads approximately 
144 volts out of phase - reverse low voltage wires.
*NOTE: For flame rectification the common side of the secondary voltage (24 V) is cabinet grounded. 
If you were to bench test a transformer the primary neutral and secondary common must be connect-
ed together for testing purposes.

C

R

GND
NEUTRAL

L1

PHASING SYMBOL

24 V 120 V

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.
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CHECKING VOLTAGE

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

1.	 Remove the burner door to gain entry to the Junction 
Box. 

2.	 Remove cover from the Junction Box and gain ac-
cess to incoming power lines.

With Power ON:

WARNING

Line Voltage now present.

3.	 Using a voltmeter, measure the voltage across the 
hot and neutral connections. 

NOTE: To energize the furnace, the Door Interlock 
Switch must be engaged at this point.

4.	 No reading - indicates open wiring, open fuse, no 
power, or faulty Door Interlock Switch from unit to 
fused disconnect service. Repair as needed.

5.	 With ample voltage at line voltage connectors, ener-
gize the furnace blower motor by jumpering terminals 
R to G on the integrated ignition control.

6.	 With the blower motor in operation, the voltage 
should be 120 volts ± 10 percent.

7.	 If the reading falls below the minimum voltage, check 
the line wire size. Long runs of undersized wire can 
cause low voltage. If wire size is adequate, notify the 
local power company of the condition.

8.	 After completing check and/or repair, replace Junc-
tion Box cover and reinstall the service panel doors.

9.	 Turn on electrical power and verify proper unit 
operation.

CHECKING WIRING

WARNING

Disconnect ALL power before servicing.

1.	 Check wiring visually for signs of overheating, dam-
aged insulation and loose connections.

2.	 Use an ohmmeter to check continuity of any suspect-
ed open wires.

3.	 If any wires must be replaced, replace with AWM, 
105°C. 2/64 thick insulation of the same gauge or its 
equivalent.

CHECKING THERMOSTAT AND WIRING

WARNING

Disconnect ALL power before servicing.

1.	 Remove the blower compartment door to gain access 
to the thermostat low voltage wires located at the 
furnace integrated control module terminals.

2.	 Remove the thermostat low voltage wires at the fur-
nace control panel terminal board.

3.	 Jumper terminals R to W on the integrated ignition 
control.

With Power On (and Door Interlock Switch closed): 

WARNING

Line Voltage now present.

4.	 Induced Draft Motor must run and pull in pressure 
switch.

5.	 If the hot surface ignitor heats and at the end of the 
ignitor warm-up period the gas valve opens and the 
burners ignite, the trouble is in the thermostat or 
wiring. 

6.	 With power off, check the continuity of the thermostat 
and wiring. Repair or replace as necessary.

If checking the furnace in the air conditioning mode, proceed 
as follows.

7.	 With power off, Jumper terminals R to Y to G.
8.	 Turn on the power.
9.	 If the furnace blower motor starts and the condens-

ing unit runs, then the trouble is in the thermostat or 
wiring. Repair or replace as necessary.

10.	After completing check and/or repair of wiring and 
check and/or replacement of thermostat, reinstall 
blower compartment door.

11.	 Turn on electrical power and verify proper unit 
operation.

CHECKING TRANSFORMER AND
	 CONTROL CIRCUIT

A step-down transformer 120 volt primary to 24 volt second-
ary, 40 VA (Heating and Cooling Models) supplies ample ca-
pacity of power for either operation.

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.
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1.	 Remove blower compartment door to gain access 

to the thermostat low voltage wires located at the 
furnace integrated control module.

2.	 Remove the thermostat low voltage wires at the fur-
nace integrated control module terminals.

With Power On (and Door Interlock Switch closed):

WARNING

Line Voltage now present.

3.	 Use a voltmeter, check voltage across terminals R 
and C. Must read 24 VAC.

4.	 No voltage indicates faulty transformer, open fuse, 
bad wiring, bad splice, or open door interlock switch.

5.	 Check transformer primary voltage at incoming line 
voltage connections, fuse, splices, and blower door 
interlock switch.

6.	 If line voltage is available to the primary side of trans-
former and not at secondary side, the transformer is 
inoperative. Replace.

7.	 After completing check and/or replacement of trans-
former and check and/or repair of control circuit, 
reinstall blower compartment door.

8.	 Turn on electrical power and verify proper unit 
operation.

CHECKING AIR CIRCULATOR 
BLOWER MOTOR (MULTI-SPEED ECM) 

WARNING

Disconnect ALL power before servicing.

1.	 Remove blower compartment door to gain access 
to the circulator blower motor and integrated ignition 
control.

2.	 Check for any obstruction that would keep the fan 
wheel / fan motor from turning.

3.	 Check wiring, the motor has two wiring harnesses, 
a main harness and a control harness. The main pin 
harness has:

•	 White neutral wire connected to the Neutral ter-
minal on the control board.

•	 Black wire connected to the CIRC H terminal on 
the control board.

•	 Red wire connected to the COM terminal, which 
is a female spade connection next to the T1 – 
T5 wires on the control board.

•	 Green ground wire connected to cabinet ground
The control harness has:

•	 Blue wire connected to T1 on the control board.
•	 Red wire connected to T2 on the control board.
•	 Orange wire connected to T3 on the control 

board.
•	 Black wire connected to T4 on the control board.
•	 Yellow wire connected to T5 on the control 

board.

The multi-speed ECM motor requires a line voltage 
power supply (black connected to CIRC H and white 
connected to neutral on the control board) as well as a 
signal on one of the speed taps (T1-T5). 
The speed tap voltage is 6-17 vDC and can vary de-
pending on speed selection. The voltage reading from 
any one of the speed taps is referenced between the 
female COM terminal next to the speed taps on the 
control board. 

CHECKING AIR CIRCULATOR BLOWER 
MOTOR (9-SPEED ECM MOTOR)

The multi-speed ECM motor requires a line voltage power 
supply (black connected to CIRC H or Current Sensor and 
white connected to neutral on the control board) as well as a 
signal on one or two of the speed taps (T1-T5). 

The speed tap voltage is 6-17 vDC and can vary 
based on the tap or taps that are energized. The volt-
age reading from any one of the speed taps is refer-
enced between the female COM terminal next to the 
speed taps on the control board. 

L LINE, L1 LINE, L1
G GROUND CHASSIS GROUND
N LINE, L2 LINE, L2
C SIGNAL COMMON COMMON
1 TAP 1 6 - 17 VDC
2 TAP 2 6 - 17 VDC
3 TAP 3 6 - 17 VDC
4 TAP 4 6 - 17 VDC
5 TAP 5 6 - 17 VDC

CONNECTOR ID DESCRIPTION
CONNECTOR 

VOLTAGE
(REFERENCE)

        

Speed
1 2 3 4 5

1 ON OFF OFF OFF OFF
2 OFF ON OFF OFF OFF
3 OFF x ON OFF OFF
4 OFF x x ON OFF
5 OFF x x x ON
6 ON ON OFF OFF OFF
7 ON x ON OFF OFF
8 ON x x ON OFF
9 ON x x x ON

9-Tap Mode (Energized Tap Signal)
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WARNING

Disconnect ALL power before servicing.

CHECKING DUCT STATIC

The maximum and minimum allowable external static pres-
sures are found in the specification section. These tables 
also show the amount of air being delivered at a given static 
by a given motor speed or pulley adjustment.

The furnace motor cannot deliver proper air quantities (CFM) 
against statics other than those listed.

Too great of an external static pressure will result in insuffi-
cient air that can cause excessive temperature rise, resulting 
in limit tripping, etc. Whereas not enough static may result in 
motor overloading.
To determine proper air movement, proceed as follows:

1.	 With clean filters in the furnace, use a manometer to 
measure the static pressure of the return duct at the 
inlet of the furnace. (Negative Pressure)

2.	 Measure the static pressure of the supply duct. (Pos-
itive Pressure)

3.	 Add the two (2) readings together for total external 
static pressure.

NOTE:  Both readings may be taken simultaneously 
and read directly on the manometer if so desired. If 
an air conditioner coil or Electronic Air Cleaner is 
used in conjunction with the furnace, the readings 
must also include theses components, as shown in 
the following drawing.

4.	 Consult proper tables for the quantity of air.

If the total external static pressure exceeds the minimum or 
maximum allowable statics, check for closed dampers, reg-
isters, undersized and/or oversized poorly laid out duct work.

Checking Static Pressure
(80% Furnace Shown, 90% Similar)

CHECKING TEMPERATURE RISE

The more air (CFM) being delivered through a given fur-
nace, the less the rise will be; so the less air (CFM) being 
delivered, the greater the rise. The temperature rise should 
be adjusted in accordance to a given furnace specifications 
and its external static pressure. An incorrect temperature 
rise may result in condensing in or overheating of the heat 
exchanger. An airflow and temperature rise table is provided 
in the blower performance specification section. Determine 
and adjust temperature rise as follows:

1.	 Operate furnace with burners firing for approximately 
ten minutes. Check BTU input to furnace - do not ex-
ceed input rating stamped on rating plate. Ensure all 
registers are open and all duct dampers are in their 
final (fully or partially open) position.

2.	 Place thermometers in the return and supply ducts as 
close to the furnace as possible. Thermometers must 
not be influenced by radiant heat by being able to 
“see” the heat exchanger.

SUPPLY
    AIR

RETURN
    AIR 

Checking Temperature Rise

3.	 Subtract the return air temperature from the supply 
air temperature to determine the air temperature rise. 
Allow adequate time for thermometer readings to 
stabilize.

4.	 Adjust temperature rise by adjusting the circulator 
blower speed. Increase blower speed to reduce 
temperature rise. Decrease blower speed to increase 
temperature rise. Refer to Circulator Blower Speed 
section in the Product Design section of this manual 
for speed changing details. Temperature rise is relat-
ed to the BTUH output of the furnace and the amount 
of air (CFM) circulated over the heat exchanger. 
Measure motor current draw to determine that the 
motor is not overloaded during adjustments.
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CHECKING PRIMARY 
LIMIT CONTROL

Primary limit switches are nonadjustable, automatic reset, 
bi-metal type limit controls. Refer to the following drawing for 
the location of the primary limit.

Location of Primary Limit

  
Primary Limit Control Location

(80% Upflow Furnace Shown, Counterflow Similar)

The following drawing illustrates the style of limit switches 
used on the 80% furnaces.

        
Style 1

WARNING

Do not bypass any safety circuit.

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

1.	 Remove burner compartment door to gain access to 
the primary limit.

2.	 Remove low voltage wires at limit control terminals.
3.	 With an ohmmeter, test between these two terminals  

as shown in the following drawing. The ohmmeter 
should read continuous unless heat exchanger tem-
perature is above limit control setting. If not as above, 
replace the control.

     COLOR
IDENTIFYING
       TAB



Testing Primary Limit Control 

4.	 After completing check and/or replacement of prima-
ry limit control, reinstall burner compartment door.

5.	 Turn on electric power and verify proper unit opera-
tion.

CHECKING AUXILIARY 
LIMIT CONTROL

Auxiliary limit switches are nonadjustable, automatic reset, 
bi-metal type limit controls. This control is located in the 
blower compartment of the furnace and are attached to the 
blower housing.

 

BLOWER HOUSING

AUXILIARY LIMIT CONTROL          
Auxiliary Limit Control Location

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.



19

SERVICING
                 

1.	 Remove blower compartment door to gain access to 
the auxiliary limits.

2.	 Remove low voltage wires at limit control terminals.
3.	 With an ohmmeter, test between these two terminals as 

shown in the following drawing. The ohmmeter should 
read continuous unless limit control is open due to ex-
cessive heat from the heat exchanger. If the limit does 
not automatically reset, replace the control.

   RED
 RESET
BUTTON

     COLOR
IDENTIFYING



Testing Auxiliary Limit Control

WARNING
To avoid possible fire, only reset the auxiliary limit control 
once. If it should open a second time, a qualified servicer 
must determine why the auxiliary limit opened before 
resetting again.

CHECKING FLAME 
ROLLOUT CONTROL

A temperature activated manual reset control is mounted to 
the manifold assembly on 80% furnaces.

ROLLOUT 
 SWITCH

Flame Rollout Switch Location

(80% Upflow Furnace Shown, Downflow Similar) 

The control is designed to open should a flame roll out oc-
cur. An over firing condition or flame impingement on the 
heat shield may also cause the control to open. If the rollout 
control opens, the air circulation blower will run continuously.

WARNING

Line Voltage now present.

If a rollout switch has tripped, it is important to find out why. 
Possible causes could be flame impingement, orifice plate 
out of position, burners with excessive cross-over slot di-
mension, overfiring, improper orifices, improper gas pres-
sure, air leaking from around the heat exchanger into the 
burner compartment or air leaking through the heat ex-
changer itself.

1.	 Remove burner compartment door to gain access to the 
rollout switch(es) mounted to burner bracket.

2.	 Reset the manual rollout switch.
3.	 Remove wires from rollout switch.
4.	 Using an ohmmeter, check for continuity across the 

switch. 
5.	 If the switch will not close after manually resetting, it 

must be replaced.
6.	 Measure the voltage between each side of the rollout 

switch and ground during ignition attempt.
7.	 After check and/or replacement of rollout switch, rein-

stall burner compartment door and verify proper unit op-
eration.

  FLAME
ROLLOUT
SWITCHES

Checking Flame Rollout Switch
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INDUCED DRAFT BLOWER MOTOR

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

1.	 Remove burner compartment door to gain access to 
the induced draft blower motor.

2.	 Disconnect the motor wire leads from its connection 
point at the induced draft motor.

3.	 Using a ohmmeter, test for continuity between each 
of the motor leads.

4.	 Touch one probe of the ohmmeter to the motor frame 
(ground) and the other probe in turn to each lead. If 
the windings do not test continuous or a reading is 
obtained to ground, replace the motor.

5.	 If the windings have a continuity reading, reconnect 
wires. Turn power on to the furnace and turn the 
thermostat on in the heating mode. Check voltage for 
120V at the induced draft motor terminals during the 
trial for ignition. If you have 120V and the motor does 
not run, replace the induced draft motor.

6.	 After completing check and/or replacement of in-
duced draft motor, reinstall burner compartment door.

7.	 Turn on electrical power and verify proper unit 
operation.

CHECKING GAS VALVE 
(REDUNDANT)

A combination redundant operator type gas valve which pro-
vides all manual and automatic control functions required for 
gas fired heating equipment is used.

The valve provides control of main burner gas flow, pressure 
regulation, and 100 percent safety shut-off.

WARNING

Disconnect ALL power before servicing.

Single stage gas valves should be tested on the furnace with 
24 VAC connected to the gas valve and manometers read-
ing supply line and manifold pressures.

CHECKING MAIN BURNERS

The main burners are used to provide complete combustion 
of various fuels in a limited space, and transfer this heat of 
the burning process to the heat exchanger.

Proper ignition, combustion, and extinction are primarily due 
to burner design, orifice sizing, gas pressure, primary and 
secondary air, vent and proper seating of burners.

.023" - .027"

Beckett Burner

WARNING

Disconnect ALL Gas and Electric Power Supply.

In checking main burners, look for signs of rust, oversized 
and undersized carry over ports restricted with foreign ma-
terial, etc, refer to previous drawing. Burner cross-over slots  
must not be altered in size.

CHECKING ORIFICES

A predetermined fixed gas orifice is used in all of these fur-
naces. That is an orifice which has a fixed bore and position 
as shown in the following drawing.

No resizing should be attempted until all factors are taken 
into consideration such as inlet and manifold gas pressure, 
alignment, and positioning, specific gravity and BTU content 
of the gas being consumed.

The only time resizing is required is when a reduction in fir-
ing rate is required for an increase in altitude.

Orifices should be treated with care in order to prevent dam-
age. They should be removed and installed with a box-end 
wrench in order to prevent distortion. In no instance should 
an orifice be peened over and redrilled. This will change 
the angle or deflection of the vacuum effect or entraining 
of primary air, which will make it difficult to adjust the flame 
properly. This same problem can occur if an orifice spud of a 
different length is substituted.
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WARNING

Disconnect ALL Gas and Electric Power Supply.

1.	 Check orifice visually for distortion and/or burrs.
2.	 Check orifice size with orifice sizing drills.
3.	 If resizing is required, a new orifice of the same 

physical size and angle with proper drill size opening 
should be installed.

A

    GAS
STREAM B

The length of Dimension “A” determines the angle of Gas 
Stream “B”.

DENT OR
BURR

GAS
STREAM B

A dent or burr will cause a severe deflection of the gas 
stream.

CHECKING GAS PRESSURE

Gas Supply Pressure Measurement 

CAUTION
To prevent unreliable operation or equipment damage, the 
inlet gas supply pressure must be as specified on the unit 
rating plate with all other household gas fired appliances 
operating.

Gas inlet and manifold pressures should be checked and 
adjusted in accordance to the type of fuel being consumed.

The line pressure supplied to the gas valve must be within 
the range specified below. The supply pressure can be mea-
sured at the gas valve inlet pressure tap or at a hose fitting 
installed in the gas piping drip leg. The supply pressure must 
be measured with the burners operating. To measure the 
gas supply pressure, use the following procedure.

WARNING

Disconnect ALL Gas and Electric Power Supply.

1.	 After turning off gas to furnace at the manual gas 
shutoff valve external to the furnace, remove burner 
compartment door to gain access to the gas valve.

2.	 Connect a calibrated manometer (or appropriate gas 
pressure gauge) at either the gas valve inlet pres-
sure tap or the gas piping drip leg as shown in the 
following figures. Refer to Measuring Gas Pressure: 
Single Stage Valves figure for single stage valve inlet 
pressure tap connections.

NOTE: At either location, a hose fitting must be in-
stalled prior to making the hose connection. 

NOTE: Use adapter kit #0151K00000S to measure gas 
pressure on White-Rodgers 36J22.

Measuring Inlet Gas Pressure
(Alternate Method)

3.	 Turn ON the gas and electrical power supply and 
operate the furnace and all other gas consuming 
appliances on the same gas supply line.

4.	 Measure furnace gas supply pressure with burners 
firing. Supply pressure must be within the range 
specified in the following table. 

Natural Gas Minimum:  4.5" w.c. Maximum: 10.0" w.c.
Propane Gas Minimum: 11.0" w.c. Maximum: 13.0" w.c.

INLET GAS SUPPLY PRESSURE

If supply pressure differs from above, make necessary ad-
justments to pressure regulator, gas piping size, etc., and/or 
consult with local gas utility.
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WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

5.	 Disconnect manometer after turning off gas at manu-
al shutoff valve. Reinstall plug before turning on gas 
to furnace.

6.	 Turn OFF any unnecessary gas appliances started in 
step 3. 

7.	 Turn on gas to furnace and check for leaks. If leaks 
are found, repair and then reinstall burner compart-
ment door.  

8.	 Turn on electrical power and verify proper unit 
operation.

Gas Manifold Pressure Measurement 
and Adjustment  

CAUTION
To prevent unreliable operation or equipment damage, the 
gas manifold pressure must be as a specified on the unit 
rating plate. Only minor adjustments should be made by 
adjusting the gas valve pressure regulator.

NOTE: Use adapter kit #0151K00000S to measure gas 
pressure on White-Rodgers 36J22 gas valves.

Only small variations in gas pressure should be made by 
adjusting the gas valve pressure regulator. The manifold 
pressure must be measured with the burners operating. To 
measure and adjust the manifold pressure, use the following 
procedure.

WARNING

HIGH VOLTAGE
Disconnect ALL electrical power and shut off gas supply 
before servicing or installing.

1.	 After turning off gas to furnace at the manual gas 
shutoff valve external to the furnace, remove burner 
compartment door to gain access to the gas valve.

2.	 Connect a calibrated manometer (or appropriate gas 
pressure gauge) at the gas valve outlet pressure 
tap. Refer to Measuring Gas Pressure: Single Stage 
Valves figure for single stage valve outlet pressure 
tap connections.

WARNING

Line Voltage now present.

3.	 Turn ON the gas and electrical power supply and 
operate the furnace.

4.	 Measure gas manifold pressure with burners firing. 
Adjust manifold pressure using the table below.

3.5" w.c.
10.0" w.c.

Manifold Gas Pressure
Natural Gas

Propane Gas

The final manifold pressure must not vary more than ± 0.3”  
w.c. from the above specified pressures. Any necessary ma-
jor changes in gas flow rate should be made by changing the 
size of the burner orifice.

5.	 White-Rodgers 36J22 Valves:
a.	 Back outlet pressure test screw (inlet/outlet pres-

sure boss) out one turn (counterclockwise, not 
more than one turn).

b.	 Attach a hose and manometer to the outlet pres-
sure  outlet pressure boss.

c.	 Turn ON the gas supply.
d.	 Turn on power and close thermostat “R” and “W” 

contacts to provide a call for low stage heat.
e.	 Measure the gas manifold pressure with burners 

firing. Adjust manifold pressure using the Mani-
fold Gas Pressure table shown below.

f.	 Remove regulator cover screw from the outlet 
pressure regulator adjust tower and turn screw 
clockwise to increase pressure or counterclock-
wise to decrease pressure. Replace regulator 
cover screw.

g.	 Turn off all electrical power and gas supply to the 
system.

h.	 Remove the manometer hose from the hose barb 
fitting or outlet pressure boss.

i.	 Turn outlet pressure test screw in to seal pres-
sure port (clockwise, 7 in-lb minimum).

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

7.	 Turn on gas to furnace and check for leaks. If leaks 
are found, repair and then reinstall burner compart-
ment door.

8.	 Turn on electrical power and verify proper unit 
operation.
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Pressure Regulator
Adjustment 

(Under Cap Screw)

Gas Valve
On/Off

Selector
Switch

INLETOUTLET

Inlet Pressure
Tap

Outlet Pressure
Tap

White-Rodgers Model 36J22 (Single-Stage)

WARNING

HIGH VOLTAGE
Disconnect ALL electrical power and shut off gas supply 
before servicing or installing.

CHECKING HOT SURFACE IGNITOR

120V Mini Igniter Single Stage - furnaces use a 120V car-
bide mini igniter for ignition. The normal operating tempera-
ture is approximately 2550°F - 2876°F. At room temperature 
a good igniter will have an ohm reading range of 50 - 300.

WARNING

Disconnect ALL Gas and Electric Power Supply.

1.	 Remove burner compartment door to gain access to 
the ignitor.

2.	 Ignitor cool - approximately 70 - 77°F.
3.	 Disconnect the ignitor from the Ignition Control.
4.	 Using an ohmmeter measure the resistance of the 

ignitor:
Mini Igniter: Carbide Mini Igniter should read between 
30 to 300 ohms.

5.	 Reconnect ignitor.

WARNING

Line Voltage now present.

6.	 Place unit in heating cycle, measure current draw of 
ignitor during preheat cycle.
Models using 120V Mini Igniter: 
Should read approximately 1 amp maximum. The 
steady state current at 120V is a nominal of .7 plus or 
minus .3 amps. 

7.	 After checking and/or replacing of hot surface ignitor, 
reinstall burner compartment door and verify proper 
unit operation. 120V Silicone Nitride Igniter - (pt # 
0130F00008) furnaces with a 120V silicone nitride 
igniter; The normal operating temperature is approx-
imately 2156° F - 2678° F.  At room temperature the 
igniter ohm reading should be from 37-68 ohms. 

CHECKING FOR FLASHBACK

Flashback will also cause burning in the burner venturi, but 
is caused by the burning speed being greater than the gas-
air flow velocity coming from a burner port.

Flashback may occur at the moment of ignition, after a burn-
er heats up or when the burner turns off. The latter is known 
as extinction pop.

Since the end results of flashback and delayed ignition can 
be the same (burning in the burner venturi) a definite attempt 
should be made to determine which has occurred.

If flashback should occur, check for the following:
1.	 Improper gas pressure - adjust to proper pressure 

(See CHECKING GAS PRESSURE).
2.	 Check burner for proper alignment and/or replace 

burner.
3.	 Improper orifice size - check orifice for obstruction.

CHECKING PRESSURE SWITCH 

The pressure switch a safety device to prevent the combus-
tion cycle from occurring with inadequate venting caused by a 
restricted or blocked vent pipe on the 80% and 90% furnaces.

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

1.	 Remove burner compartment door to gain access to 
pressure switch(es).

2.	 Remove wires from the pressure switch(es) electrical 
terminals.

3.	 Using a VOM check from common terminal to NC 
(Normally Closed) - should read open.

If switch reads as above proceed to Step 4, otherwise re-
place control.

4.	 Remove the pressure control hose from the control 
and interconnect with a manometer as shown in the 
following figures.
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-.

    OPEN TO
ATMOSPHERE

HOSE TO INDUCED 
DRAFT BLOWER TAP

1/4" TEE

INDUCED DRAFT BLOWER
PRESSURE SWITCH

PRESSURE SWITCH
HOSE

INDUCED
DRAFT

BLOWER

*

*

*

* *

*

*

M 1

2

3P

C

ON

O
F
F

COIL COVER
PRESSURE SWITCH

ID Blower Pressure Switch
Negative Pressure Measurement

(80% Upflow Single-Stage Furnace Shown,
Counterflow Similar)

CHECKING FOR DELAYED IGNITION

Delayed ignition is a delay in lighting a combustible mixture 
of gas and air which has accumulated in the combustion 
chamber.

Furnace design makes this extremely unlikely unless safety 
controls have been by-passed or tampered with. Never by-
pass or alter furnace controls.

If delayed ignition should occur, the following should be 
checked:

1.	 Improper gas pressure - adjust to proper pressure 
(See CHECKING GAS PRESSURE).

2.	 Improper burner positioning - burners should be in 
locating slots, level front to rear and left to right.

3.	 Carry over (lighter tube or cross lighter) obstructed - 
clean.

4.	 Main burner orifice(s) deformed, or out of alignment 
to burner - replace.

CHECKING  INTEGRATED IGNITION  CON-
TROL BOARDS

NOTE: Failure to earth ground the furnace, revers-
ing the neutral and hot wire connection to the line 
(polarity), or a high resistance connection in the 
neutral line may cause the control to lockout due 
to failure to sense flame.

WARNING

To avoid the risk of electrical shock, wiring to the unit 
must be properly polarized and grounded. Disconnect power 
before performing service listed below.

The ground wire must run from the furnace all the way back 
to the electrical panel. Proper grounding can be confirmed 
by disconnecting the electrical power and measuring resis-
tance between the neutral (white) connection and the burner 
closest to the flame sensor. Resistance should be less than 
10 ohms.

The ignition control is a combination electronic and electro-
mechanical device and is not field repairable. Complete unit 
must be replaced.

WARNING

Line Voltage now present.

1.	 Check for 120 volts from Line 1 (Hot) to Line 2 (Neu-
tral) at the ignition control. No voltage, check the door 
switch connections and wire harness for continuity.

2.	 Check for 24 volts from W to C terminal on the 
ignition control. No voltage. Check transformer, room 
thermostat, and wiring. 
If you have 24 volts coming off the transformer but 
receive approximately 13 volts on the terminal board 
between (C) and (R), check for blown fuse.

3.	 Check for 120 volts to the induced draft blower by 
measuring voltage between Pin 1 (on the 2-pin con-
nector) and Line (Neutral) on the control board. No 
voltage, replace ignition control.

4.	 If voltage is present in Steps 1 through 3 and the 
induced draft blower is operating, check for 120 volts 
to the ignitor during the preheat cycle. Measure volt-
age between Pin 2 (on the 2-pin connector) and Line 
(Neutral) on the control board. No voltage, check 
pressure switch.

5.	 After the ignitor warmup time, begin checking for 24 
volts to the gas valve. Voltage will be present for seven 
seconds only if proof of flame has been established. 

CHECKING FLAME SENSOR

A flame sensing device is used in conjunction with the igni-
tion control module to prove combustion. If proof of flame is 
not present the control will de-energize the gas valve and 
“retry” for ignition or lockout.

The following drawings illustrate from a bottom view, the ap-
proximate distances for the ignitor and flame sensor to the 
gas in shot burner. You will note they are in the main burner 
stream, not in the carry over ports as shown in the following 
figure.
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Flame Sensor

Models with Integrated Ignition
Control & Flame Sensor Probe

(80% Upflow Model Shown, Counterflow Similar)

 

WARNING

HIGH VOLTAGE
Disconnect ALL power before servicing or in-
stalling this unit. Multiple power sources may 
be present. Failure to do so may cause proper-
ty damage, personal injury or death.

1.	 Disconnect the blue flame sensor wire from the 
sensor.

2.	 Connect a micro-amp meter in series with this wire 
and the sensor terminal.

3.	 Place the unit into a heating cycle.

WARNING

Line Voltage now present.

       
4.	 As soon as flame is established a micro-amp reading 

should be evident once proof of flame (micro-amp 
reading) is established, the hot surface ignitor will be 
de-energized.	

5.	 The Integrated Ignition controls will have 3 to 8 mi-
cro-amps. If the micro-amp reading is less than the 
minimum specified, check for high resistance wiring 
connections, sensor to burner gap, dirty flame sen-
sor, or poor grounding.

6.	 If absolutely no reading, check for continuity on all 
components and if good - replace ignition control 
module.

NOTE: Contaminated fuel or combustion air can cre-
ate a nearly invisible coating on the flame sensor. 
This coating works as an insulator causing a loss in 
the flame sense signal. If this situation occurs the 
flame sensor must be cleaned with steel wool.
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NOTE:

FURNACE MODEL Y2 Y1
DR80SN0805C* F08 F02
DR80SN1205D* F06 F05

RECOMMENDED AIRFLOW SPEEDS FOR 
CONNECTION WITH 2 STAGE OUTDOOR 

MODELS

1. F04 is Default Speed for Y/Y1 
2. F05 is Default Speed for Y2 
3. F01 is Default Speed for G
4.  For a single-stage outdoor unit, the Y connec�on from the thermostat can be connected to the Y/Y1 or Y2 
connec�on on the furnace control module. A call for cooling will energize that connec�on on the furnace 
control module. The desired cooling fan speed should be adjusted for the furnace control module connec�on 
used (Y1 or Y2) to provide the correct cooling airflow.

0.1 0.2 0.3 0.4
CFM CFM CFM CFM CFM Watts CFM Watts CFM Watts CFM Watts

F01 658 585 545 495 444 83 390 88 332 94 151 49
F02 749 697 652 607 554 102 509 108 459 113 406 120
F03 925 881 840 800 760 150 721 157 681 162 645 169
F04^ 882 841 800 760 719 138 678 144 641 151 602 157
F05 1330 1295 1273 1251 1223 358 1195 366 1168 375 1142 385
F06 1130 1090 1059 1022 991 230 957 237 926 246 895 255
F07 1158 1113 1090 1057 1024 247 996 258 964 264 935 271
F08 1270 1235 1208 1179 1147 304 1119 312 1088 322 1060 329
F09 1417 1380 1359 1336 1314 408 1288 419 1261 430 1238 440
F01 659 599 542 490 437 89 383 95 320 102 N/A N/A
F02 1268 1221 1188 1154 1122 336 1091 344 1060 353 1029 361
F03 1087 1044 1008 973 938 234 905 242 871 249 841 257
F04^ 1118 1070 1033 997 963 243 929 251 896 260 865 267
F05 1308 1262 1224 1197 1167 332 1141 341 1117 352 1089 361
F06 868 823 780 741 699 148 662 154 624 160 584 167
F07 922 877 835 795 757 165 718 173 679 180 642 187
F08 1382 1341 1311 1291 1263 435 1234 443 1206 453 1177 464
F09 1492 1448 1409 1381 1354 460 1332 470 1310 481 1288 491
F01 764 695 630 559 485 95 415 102 358 109 N/A N/A
F02 1287 1235 1191 1147 1104 244 1062 252 1020 263 979 272
F03 1339 1301 1258 1217 1174 270 1131 279 1090 289 1048 299
F04^ 1396 1346 1298 1257 1217 289 1175 299 1135 308 1098 319
F05 1185 1135 1088 1040 992 203 947 211 901 219 855 227
F06 1500 1460 1420 1360 1380 337 1294 353 1256 365 1219 380
F07 1591 1539 1493 1454 1416 391 1379 402 1347 412 1311 424
F08 1675 1622 1583 1545 1510 447 1474 459 1440 473 1402 482
F09 1790 1741 1701 1668 1631 531 1599 546 1567 560 1532 570
F01 710 646 580 515 432 79 367 85 314 90 274 95
F02 1298 1255 1216 1178 1140 242 1102 253 1067 263 1028 273
F03 1209 1166 1124 1083 1045 208 1005 217 964 227 923 236

F04^ 1138 1091 1045 1001 959 181 920 188 876 197 832 208
F05 1391 1352 1314 1278 1241 288 1209 298 1175 311 1140 242
F06 977 931 880 836 785 135 734 142 683 151 626 158
F07 1036 985 940 895 848 150 799 158 751 167 705 175
F08 1456 1414 1376 1341 1302 315 1270 327 1238 337 1200 352
F09 1533 1488 1452 1415 1383 360 1350 370 1317 381 1286 393
F01 841 657 595 522 439 90 367 97 315 102 N/A N/A
F02 1141 1089 1045 1001 958 192 914 200 869 207 823 214
F03 1311 1267 1226 1189 1150 253 1114 264 1072 275 1034 283
F04^ 1395 1347 1309 1270 1233 291 1199 302 1164 312 1125 323
F05 1490 1447 1407 1373 1336 339 1303 351 1269 360 1237 373
F06 1553 1510 1469 1435 1401 372 1368 384 1335 395 1300 408
F07 1593 1548 1508 1474 1440 392 1409 405 1376 415 1343 429
F08 1776 1735 1695 1661 1628 514 1601 529 1570 542 1542 555
F09 1853 1812 1773 1739 1708 569 1679 585 1650 599 1623 614
F01 837 752 671 576 501 100 426 107 361 113 315 119
F02 1316 1270 1218 1166 1114 217 1061 227 1000 238 962 251
F03 1353 1323 1286 1235 1183 242 1131 253 1085 263 1040 275
F04^ 1587 1544 1506 1459 1416 333 1372 345 1323 358 1281 369
F05 1731 1673 1632 1587 1546 398 1506 414 1463 426 1421 440
F06 1794 1744 1709 1671 1632 444 1591 459 1555 474 1513 489
F07 1861 1805 1761 1720 1681 481 1642 496 1603 509 1565 524
F08 1910 1873 1839 1798 1761 525 1723 545 1686 559 1648 574
F09 2110 2055 2035 2003 1973 700 1946 724 1907 731 1890 750
F01 802 724 637 551 468 87 389 95 342 100 294 106
F02 1405 1356 1308 1262 1210 241 1182 #N/A 1155 252 1102 264
F03 1574 1531 1484 1440 1392 320 1357 331 1306 342 1256 355
F04^ 1619 1575 1526 1489 1446 336 1404 352 1355 361 1313 374
F05 1688 1641 1600 1557 1513 367 1477 383 1428 398 1381 405
F06 1811 1769 1730 1686 1649 443 1610 456 1572 468 1525 482
F07 1857 1812 1774 1733 1697 475 1662 489 1622 505 1586 518
F08 1892 1850 1805 1774 1735 496 1692 511 1658 523 1621 537
F09 2116 2073 2039 2005 1981 675 1945 688 1909 707 1879 728
F01 851 774 692 615 535 105 470 111 411 118 359 124
F02 1677 1629 1583 1540 1498 408 1449 422 1399 436 1349 450
F03 1537 1489 1444 1404 1365 335 1322 348 1272 360 1211 372
F04^ 1416 1365 1315 1267 1220 277 1163 285 1106 296 1048 306
F05 1154 1098 1043 983 932 177 874 187 819 196 755 205
F06 1806 1764 1729 1688 1654 489 1615 503 1578 519 1535 535
F07 1869 1816 1773 1731 1693 521 1661 535 1629 548 1589 560
F08 1947 1903 1865 1833 1802 604 1769 621 1743 640 1708 654
F09 2107 2066 2030 1996 1963 734 1932 753 1899 772 1867 788

Y/Y1, Y2, G 

FAN & COOLING AIFLOW

MODEL
THERMOSTAT 

CALL
TAP #

EXTERNAL STATIC PRESSURE (INCHES WATER COLUMN)
0.5 0.6 0.7 0.8

DR80SN1005C
*

Y/Y1, Y2, G 

DR80SN1205D
*

Y/Y1, Y2, G 

DR80SN0803B
*

Y/Y1, Y2, G 

DR80SN0804B
*

Y/Y1, Y2, G 

DR80SN0805C
*

Y/Y1, Y2, G 

DR80SN0403A
*

Y/Y1, Y2, G 

DR80SN0603A
*

Y/Y1, Y2, G 

DR80SN0604B
*

NOTE:
^ Default Speed
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0.6 0.7 0.8
CFM RISE CFM RISE CFM RISE CFM RISE CFM RISE CFM CFM CFM

F01^^ 658 N/A 585 N/A 545 N/A 495 N/A 444 N/A 390 332 151
F02^ 749 40 697 42 652 45 607 49 554 53 509 459 406
F03 925 32 881 34 840 35 800 37 760 39 721 681 645
F04 882 34 841 35 800 37 760 39 719 41 678 641 602

F01^^ 659 N/A 599 N/A 542 N/A 490 N/A 437 N/A 383 320 N/A
F02^ 1268 35 1221 36 1188 37 1154 38 1122 40 1091 1060 1029
F03 1087 41 1044 43 1008 44 973 46 938 47 905 871 841
F04 1118 40 1070 42 1033 43 997 45 963 46 929 896 865

F01^^ 764 N/A 695 N/A 630 N/A 559 N/A 485 N/A 415 358 N/A
F02^ 1287 35 1235 36 1191 37 1147 39 1104 40 1062 1020 979
F03 1339 33 1301 34 1258 35 1217 37 1174 38 1131 1090 1048
F04 1396 32 1346 33 1298 34 1257 35 1217 37 1175 1135 1098

F01^^ 710 N/A 646 N/A 580 N/A 515 N/A 432 N/A 367 314 274
F02^ 1298 46 1255 47 1216 49 1178 50 1140 52 1102 1067 1028
F03 1209 49 1166 51 1124 53 1083 55 1045 57 1005 964 923
F04 1138 52 1091 54 1045 57 1001 59 959 62 920 876 832

F01^^ 841 N/A 657 N/A 595 N/A 522 N/A 439 N/A 367 315 N/A
F02^ 1141 52 1089 54 1045 57 1001 59 958 62 914 869 823
F03 1311 45 1267 47 1226 48 1189 50 1150 52 1114 1072 1034
F04 1395 42 1347 44 1309 45 1270 47 1233 48 1199 1164 1125

F01^^ 837 N/A 752 N/A 671 N/A 576 N/A 501 N/A 426 361 315
F02^ 1316 45 1270 47 1218 49 1166 51 1114 53 1061 1000 962
F03 1353 44 1323 45 1286 46 1235 48 1183 50 1131 1085 1040
F04 1587 37 1544 38 1506 39 1459 41 1416 42 1372 1323 1281

F01^^ 802 N/A 724 N/A 637 N/A 551 N/A 468 N/A 389 342 294
F02^ 1405 53 1356 55 1308 57 1262 59 1210 61 1155 1102 1057
F03 1574 47 1531 48 1484 50 1440 51 1392 53 1357 1306 1256
F04 1619 46 1575 47 1526 49 1489 50 1446 51 1404 1355 1313

F01^^ 851 N/A 774 N/A 692 N/A 615 N/A 535 N/A 470 411 359
F02^ 1677 53 1629 55 1583 56 1540 58 1498 59 1449 1399 1349
F03 1537 58 1489 60 1444 62 1404 63 1365 65 1322 1272 1211

F04^^ 1416 N/A 1365 N/A 1315 N/A 1267 N/A 1220 N/A 1163 1106 1048

HEATING AIRFLOW

MODEL
T.STAT 
CALL

TAP #
EXTERNAL STATIC PRESSURE, (INCHES WATER COLUMN) TEMP 

RANGE0.1 0.2 0.3 0.4 0.5

DR80SN0804B* W/W1 35-65

DR80SN0603A* W/W1 20-50

DR80SN0604B* W/W1 20-50

DR80SN0403A* W/W1 25-55

DR80SN0803B* W/W1 35-65

35-65

DR80SN1005C* W/W1 35-65

DR80SN1205D* W/W1 40-70

NOTE:
^DEFAULT & RECOMMENDED
^^NOT RECOMMENDED FOR HEATING

DR80SN0805C* W/W1
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DD80SN

0.1 0.2 0.3 0.4
CFM CFM CFM CFM CFM Watts CFM Watts CFM Watts CFM Watts

F01 712 663 610 559 514 86 462 94 395 102 337 108
F02 1120 1081 1053 1022 990 216 955 225 918 231 887 240
F03 929 891 858 815 772 142 737 150 699 157 664 165
F04^ 1073 1031 1003 969 922 191 891 200 854 207 822 217
F05 1212 1198 1161 1138 1103 262 1076 268 1037 280 1007 288
F06 871 830 789 743 702 123 665 131 628 139 583 146
F07 825 784 741 694 650 114 609 120 563 126 520 133
F08 1274 1252 1220 1195 1169 298 1145 307 1110 315 1084 324
F09 1362 1342 1307 1273 1252 353 1237 364 1211 378 1185 385
F01 706 655 604 555 505 87 455 92 395 98 328 105
F02 1035 991 951 913 876 182 844 189 807 197 770 203
F03 932 887 844 806 767 145 728 152 689 158 651 164
F04^ 897 851 808 764 725 134 686 140 646 146 603 151
F05 1123 1077 1041 1006 973 218 941 227 907 235 875 242
F06 1155 1113 1074 1039 1006 233 974 241 945 251 913 258
F07 1255 1214 1181 1147 1116 286 1087 296 1056 304 1028 313
F08 1388 1331 1298 1266 1235 355 1207 367 1179 375 1151 387
F09 1421 1380 1348 1318 1289 390 1262 401 1233 411 1207 421
F01 760 697 636 569 481 86 402 92 349 98 300 103
F02 1286 1238 1196 1157 1117 232 1077 240 1036 250 998 259
F03 1393 1348 1308 1270 1230 277 1196 289 1158 295 1123 306
F04^ 1459 1414 1371 1336 1297 310 1264 321 1229 333 1193 342
F05 1753 1713 1677 1642 1611 493 1576 508 1549 524 1518 533
F06 1309 1261 1218 1182 1142 239 1103 248 1064 258 1025 268
F07 1580 1534 1495 1459 1429 376 1390 388 1356 394 1324 409
F08 1523 1483 1438 1403 1370 351 1336 355 1299 366 1266 377
F09 1643 1599 1562 1525 1491 418 1462 430 1431 444 1394 450
F01 956 777 675 587 468 100 377 107 324 112 296 117
F02 1460 1404 1350 1299 1251 252 1203 264 1150 276 1098 287
F03 1561 1499 1441 1385 1336 290 1289 302 1243 314 1197 325

F04^ 1628 1571 1521 1472 1425 317 1380 331 1337 343 1291 356
F05 1714 1659 1611 1564 1519 360 1473 371 1432 387 1387 397
F06 1833 1784 1735 1688 1645 420 1605 436 1562 450 1520 462
F07 1899 1853 1804 1761 1720 465 1681 479 1640 494 1602 510
F08 1926 1894 1849 1807 1764 487 1720 497 1683 514 1642 527
F09 2222 2174 2132 2090 2053 688 2013 702 1976 719 1944 737

FAN & COOLING AIFLOW

MODEL
THERMOSTAT 

CALL
TAP #

EXTERNAL STATIC PRESSURE (INCHES WATER COLUMN)

Y/Y1, Y2, G 

NOTE:
^ Default Speed

DD80SN0603A
X

Y/Y1, Y2, G 

DD80SN0804B
X

Y/Y1, Y2, G 

DD80SN1005C
X

Y/Y1, Y2, G 

0.5 0.6 0.7 0.8

DD80SN0403A
X

NOTE: 
1.	 F04 is Default Speed for Y/Y1
2.	 F05 is Default Speed for Y2
3.	 F01 is Default Speed for G
4.	 For a single-stage outdoor unit, the Y connection from the thermostat can be connected to the Y/Y1 

or Y2 connection on the furnace control module. A call for cooling will energize that connection 
on the furnace control module. The desired cooling fan speed should be adjusted for the furnace 
control module connection used (Y1 or Y2) to provide the correct cooling airflow.
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DD80SN

0.6 0.7 0.8
CFM RISE CFM RISE CFM RISE CFM RISE CFM RISE CFM CFM CFM

F01^^ 712 N/A 663 N/A 610 N/A 559 N/A 514 N/A 462 395 337
F02^ 1120 26 1081 27 1053 28 1022 29 990 30 955 918 887
F03 929 32 891 33 858 35 815 36 772 38 737 699 664
F04 1073 28 1031 29 1003 30 969 31 922 32 891 854 822

F01^^ 706 N/A 655 N/A 604 N/A 555 N/A 505 N/A 455 395 328
F02^ 1035 43 991 45 951 47 913 49 876 51 844 807 770
F03 932 48 887 50 844 53 806 55 767 58 728 689 651

F04^^ 897 N/A 851 N/A 808 N/A 764 N/A 725 N/A 686 646 603
F01^^ 760 N/A 697 N/A 636 N/A 569 N/A 481 N/A 402 349 300
F02^ 1286 46 1238 48 1196 50 1157 51 1117 53 1077 1036 998
F03 1393 43 1348 44 1308 45 1270 47 1230 48 1196 1158 1123
F04 1459 41 1414 42 1371 43 1336 44 1297 46 1264 1229 1193

F01^^ 956 N/A 777 N/A 675 N/A 587 N/A 468 N/A 377 324 296
F02^ 1460 51 1404 53 1350 55 1299 57 1251 59 1203 1150 1098
F03 1561 47 1499 49 1441 51 1385 53 1336 55 1289 1243 1197
F04 1628 46 1571 47 1521 49 1472 50 1425 52 1380 1337 1291

DD80SN1005CX

DD80SN0403AX

DD80SN0603AX

MODEL
T.STAT 
CALL

TAP #
EXTERNAL STATIC PRESSURE, (INCHES WATER COLUMN)

HEATING AIRFLOW

DD80SN0804BX

TEMP 
RANGE

^DEFAULT & RECOMMENDED
^^NOT RECOMMENDED FOR HEATING

W/W1 40-70

W/W1 25-55

W/W1 30-60

W/W1 35-65

NOTE:

0.1 0.2 0.3 0.4 0.5
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Main 
Menu

Option Menu

Active Alarm menu Er r Exx ( xx: code numbers )

Last 10 Faults F10 Exx ( xx: code numbers )

Code Release Number Cr CR Number

Reset to Factory Default r Fd yes,  no
Blower Speed for Continous Fan Mode FSd Fxx ( xx: Blower Speed Number 

F01, F02.. )
Blower Speed for 1st Stage 
Compressor Mode AC1 Fxx ( xx: Blower Speed Number 

F01, F02.. )
Blower Speed for 2nd Stage 
Compressor Mode AC2 Fxx ( xx: Blower Speed Number 

F01, F02.. )

Cool On Delay Cnd Delay, Seconds

Default set at 7 Secs, 
Adjustments can be made in 
7 Secs increments from 0 to 
35 Secs

Cool Off Delay Cf d Delay, Seconds

Default set at 65 Secs, 
Adjustments can be made in 
5 Secs increments from 0 to 
120 Secs

Blower Speed for Gas Heat Mode gAF Fxx ( xx: Blower Speed Number 
F01, F02.. )

Gas Heat On Delay gnd Delay, Seconds

Default set at 30 Secs, 
Adjustments can be made in 
5 Secs increments from 5 to 
30 Secs

Gas heat Off Delay gFd Delay, Seconds

Default set at 90 Secs, 
Adjustments can be made in 
30 Secs increments from 30 to 
180 Secs

Automatic Heat Staging - For Two 
Stage Control AHS no,  10,  20,  30,  

60,  AUt

Refer to Section " 
CHANGING HEATING 
MODE SETTING"

A2L Function Verification A2u yes,  no
Refer to the R-32 Information 
Section

A2L Function Enabled A2E yes,  no
Refer to the R-32 Information 
Section

Menu Description
LED Display

Notes
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Idle 
Continous Fan 
Compressor Cooling, Low 
Stage 

Compressor Cooling, High 
Stage 

Gas heat - Single Stage 
Control 

OEM test Mode  

Mode Main 
Menu



STATUS MENU
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Symptom  LED 
Status Fault Description Possible Causes Corrective Action(s) Notes & Cautions

Normal 
opera-
tion.

IdL Idle • Normal operation. • None • Normal operation.

Furnace 
fails to 
operate. 
 
 
Inte-
grated 
control 
module 
LED 
display 
provides 
no signal.

nonE

No 120VAC power 
to furnace or no 
24 volt power to 
integrated control  
module. 

• Blown fuse or tripped 
circuit breaker. 
• Manual disconnect 
switch turned OFF, door 
switch open or 24 volt 
wire improperly connect-
ed or loose. 
• Furnace electrical 
supply shared with other 
devices.  
• Integrated control 
module is non-function-
al.

• Check furnace breaker to see if it has 
tripped. Reset breaker if tripped. 
• Check 120VAC power to furnace, 
primary side of the 24 volt transformer 
and integrated control module. 
• Check for possible shorts in 120VAC 
circuit. Repair as necessary. 
• If transformer has 120VAC on the 
primary side, confirm transformer has 
24 volts on the secondary side. 
• Verify 24 volt wires from the trans-
former to the furnace control board are 
not damaged and are properly connect-
ed to the 12-pin harness. Make repairs 
or wiring corrections if needed. 
• If all wiring connections have been 
verified, replace the furnace control 
board.

• Turn power OFF prior 
to repair. 
• Make wiring repairs 
or wiring corrections as 
needed. 
• Read precautions in 
"Electrostatic Dis-
charge" section of 
manual. 
• Replace control with 
correct replacement 
part.

Furnace 
fails to 
operate 
and goes 
into a 
hard 
lockout.

EbL

Circulator blower 
motor is consuming 
very little current 
after heat ON delay 
- below expected 
value.

• Loose wiring connec-
tions to and from the 
blower motor. 
• Circulator blower 
motor 120 volt L1 wire 
is not plugged into the 
CIRC-H connection on 
the integrated control 
board.  
• Heating blower speed 
not set correctly. 
• Circulator blower mo-
tor failure. 

• Check for loose wiring connections to 
and from the circulator blower motor. 
• Verify 120 volt L1 wire from blower 
motor is plugged into the CIRC-H con-
nection on the integrated control board.  
• Verify blower voltage, amps and prop-
er speed setting.  
Replace blower motor if necessary.

• Turn power OFF prior 
to repair. 
• Replace blower motor 
with correct replace-
ment part.

Furnace 
fails to 
operate 
and goes 
into a 
hard 
lockout.

EbU

Circulator blower 
motor is consuming 
too much current 
during inducer 
pre-purge is higher 
than expected 
value.

• Circulator blower 
motor power wiring 
reversed on integrated 
control board. 

• Check for loose wiring connections to 
and from the circulator blower motor. 
•  Check for miswired connections on 
the integrated control board.

• Turn power OFF prior 
to repair.

Furnace 
fails to 
operate.

Ed8 Invalid Call (check 
ODS setting)

• ODS setting does not 
match outdoor unit.

• Setup ODS to match outdoor unit. 
• Setup TON airflow to match outdoor 
unit.

• Set system to IdL 
before setting ODS 
and TON

Furnace 
fails to 
operate.

EE0

Furnace lockout 
due to excessive 
number of ignition 
"retries" (3 total). 
 
Failure to establish 
flame. 
 
Loss of flame after 
establishment.

• No gas or improper 
gas pressure to burners.  
• Bad igniter or igniter 
alignment. 
• Orifices restricted.  
• Coated/oxidized or 
improperly connected 
flame sensor. 
• Restriction in flue and/
or lack of combustion 
air. 
• Improper induced draft 
blower performance.

• Locate and correct gas interruption. 
• Replace or realign igniter. 
• Check flame sense signal. Clean 
sensor if coated and/or oxidized. 
• Check flue piping for blockage, proper 
length, elbows and termination. 
• Verify proper induced draft blower 
performance.

• Turn power OFF prior 
to repair. 
• Igniter is fragile, han-
dle with care. 
• Clean flame sensor 
with steel wool. 
• See ""Vent/Flue 
Pipe"" section for pip-
ing details.
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Symptom LED 
Status Fault Description Possible Causes Corrective Action(s) Notes & Cautions

Furnace 
fails to 
operate.

EE1
Pressure switch cir-
cuit closed at start 
of heating cycle.

• Pressure switch con-
tacts sticking. 
• Short in pressure 
switch circuit wiring.

• Replace pressure switch. 
• Repair short in wiring.

• Turn power OFF prior 
to repair. 
• Replace pressure 
switch with proper 
replacement part.

Induced 
draft 
blower 
runs con-
tinuously 
with no 
further 
furnace 
opera-
tion.

EE2 Pressure switch 
circuit open.

• Pressure switch hose 
blocked, pinched, or 
connected improperly. 
• Blocked flue pipe, 
or weak induced draft 
blower. 
• Incorrect pressure 
switch set point or 
malfunctioning switch 
contacts. 
• Loose or improperly 
connected wiring.

• Inspect pressure switch hose. Repair/
replace if necessary. 
• Inspect flue piping for blockage, 
proper length, elbows and termination. 
Correct as necessary. 
• Check induced draft blower perfor-
mance. Correct as necessary. 
• Check pressure switch operation. 
Replace as needed. 
• Tighten or correct wiring connections.

• Turn power OFF prior 
to repair. 
• Replace pressure 
switch with proper 
replacement part. 
• Replace induced draft 
blower with proper 
replacement part.

Circulator 
blower 
runs con-
tinuously 
with no 
furnace 
opera-
tion.

EE3 Primary limit circuit 
open.

• Insufficient condi-
tioned air over the heat 
exchanger.  
• Blocked filters, restric-
tive ductwork. 
• Improper circulator 
blower speed or failed 
circulator blower motor. 
• Loose or improperly 
connected wiring in high 
limit circuit.

• Check filters and ductwork for block-
age. Clean filters or remove obstruc-
tion. 
• Check circulator blower speed and 
performance. Correct speed or replace 
blower motor if necessary. 
• Tighten or correct wiring connections.

• Turn power OFF prior 
to repair. 
• See Specification 
Sheet applicable for 
your model for allow-
able temp rise range 
and proper circulator 
speed.

Induced 
draft 
blower 
and 
circulator 
blower 
run con-
tinuously 
with no 
furnace 
opera-
tion.

EE4 Flame sensed with 
no call for heat. 

• Short to ground in 
flame sense circuit. 
• Lingering burner flame. 
• Slow closing gas 
valve.

• Correct short at flame sensor or in 
flame sensor wiring. 
• Check for lingering flame. 
• Verify proper operation of gas valve.

• Turn power OFF prior 
to repair.

No 
furnace 
opera-
tion.

EE5 Open fuse.

• Blown fuse 
• Short in low voltage 
wiring 
• Back of control board 
is touching mounting 
panel because standoffs 
are missing.

• Replace fuse 
• Locate and correct short in low volt-
age wiring. 
• Replace the missing standoffs.

• Turn power OFF prior 
to repair. 
• Replace fuse with 
3-amp automotive 
type.

Normal 
furnace 
opera-
tion with 
weak 
flame 
signal.

EE6 Flame sense micro 
amp signal is low.

• Flame sensor is coat-
ed/oxidized. 
• Flame sensor incor-
rectly positioned in 
burner flame. 
• Lazy burner flame due 
to improper gas pres-
sure or combustion air.

• Clean flame sensor if coated or 
oxidized. 
• Inspect flame sensor for proper align-
ment. 
• Compare current gas pressure to 
rating plate and adjust as needed.

• Turn power OFF prior 
to repair. 
• Clean flame sensor 
with steel wool. 
• See "Vent/Flue Pipe" 
section for piping 
details. 
• See rating plate for 
proper gas pressure.

Furnace 
fails to 
operate.

E10 Grounding fault • Poor neutral connec-
tion.

• Verify neutral wire connection to fur-
nace and continuity to ground source.

• Turn power OFF prior 
to repair.
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Symptom LED 
Status Fault Description Possible Causes Corrective Action(s) Notes & Cautions

Furnace 
fails to 
operate.

E11 Open rollout 
switch.

• Gas pressure too high. 
• Burners mis-aligned. 
• Restricted heat ex-
changer or venting.

• Check and correct gas pressure. 
• Check and correct burner alignment. 
• Check and correct restriction

• Turn power OFF prior 
to repair.

Furnace 
fails to 
operate.

EEA Polarity if 115 volt 
AC is reversed.

• Polarity of 115 volt AC 
power to furnace or inte-
grated control module is 
reversed. 
• Poor furnace ground.

• Review wiring diagram to correct 
polarity. 
• Verify proper ground. Correct if nec-
essary. 
• Check and correct wiring.

• Turn power OFF prior 
to repair.

Furnace 
fails to 
operate.

EEb

Integrated Con-
trol Board is not 
energizing the 
gas valve when it 
should be on. 

• Miswired gas valve 
circuit. 
• Open gas valve circuit. 
• Gas valve relay on 
integrated control board 
stuck open.

• Check wiring in gas valve circuit. 
• Replace integrated control board. 
• Do NOT replace the gas valve.

• Turn power OFF prior 
to repair.

Furnace 
fails to 
operate.

EEC

• Miswired gas valve 
circuit. 
• Shorted gas valve 
wiring.

• Cycle 120VAC power to the furnace 
control. If EEC error code is still active, 
turn off power to the furnace and con-
tinue diagnosis. 
NOTE: This error code is a wiring issue 
external to the furnace control board. 
• Inspect system wiring for damage and 
repair if needed. 
•  If EEC error code is still active, re-
place system wiring harness. 
NOTE: After replacing system wire 
harness, if EEC is still active, replace 
integrated control board.

• Turn power OFF prior 
to repair.

Furnace 
fails to 
operate.

EEE
Furnace control 
board has detected 
an internal fault.

• 120VAC power wiring 
loose or damaged. 
• Poor ground wire. 
• Damaged or miswired 
120V or 24V wiring on 
the furnace.

• Turn off power to the furnace for at 
least 3 minutes, then turn power back 
on (to see if the EEE code will reset). 
• Inspect 120V and 24V wiring to the 
furnace and on the furnace for signs of 
damage or miswiring. 
• Replace integrated control board. 
• Do not replace additional components 
based on this error code.

• Turn power OFF prior 
to repair. 
• Replace the integrat-
ed control board with 
proper replacement 
part. 
• Do not replace 
additional components 
based on this error 
code.
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Symptom LED 
Status Fault Description Possible Causes Corrective Action(s) Notes & Cautions

Twinning 
feature 
not work-
ing.

EEH Error with Twinning 
function.

• Both furnaces not 
on the same 120VAC 
power from the breaker 
panel. 
• Low voltage wiring 
error or loose wiring 
connections.

• Verify both furnaces are on the same 
120VAC power from the breaker panel. 
• Turn off power to both furnaces.  Dis-
connect the twinning wire between the 
two furnace control boards. Turn power 
back on to both furnaces. 
• Confirm both furnaces are powered 
and the furnace control boards do not 
have any active error codes. If one of 
the controls displays the EEH, (without 
the twinning wire) replace only that 
control board. 
3) Turn power off to both furnaces 
again. Re-connect the twinning wires 
between both furnace control boards.  
Verify the twinning wire is properly 
connected and not damaged. Replace 
the wire if necessary. Turn power back 
on to both furnaces. 
4) Confirm thermostat wiring is correct 
per the installation manual. Provide a 
G (Fan Only) signal to the main furnace 
control. Check if the twinned furnace 
starts running the blower at the same 
speed as the main furnace. 
5) If the twinned furnace is not operat-
ing the fan and the EEH fault is still ac-
tive, Replace one of the furnace control 
boards. If EEH is still active, replace 
the second furnace control board.

• Turn power OFF prior 
to repair. 
• Replace the integrat-
ed control board with 
proper replacement 
part.

Furnace 
fails to 
operate.

EEJ Inducer motor relay 
error.

• Inducer motor relay 
issue in the integrated 
control board.

• Replace integrated control board. 
• Do not replace additional components 
based on this error code.

• Turn power OFF prior 
to repair. 
• Replace the integrat-
ed control board with 
proper replacement 
part. 
• Do not replace 
additional components 
based on this error 
code.

Furnace 
fails to 
operate.

EEL Problem with ignit-
or circuit. 

• Improperly connected 
ignitor. 
• Shorted ignitor. 
• Poor furnace ground. 
• Ignitor relay fault on in-
tegrated control module.

• Check and correct wiring from inte-
grated control board to ignitor. 
• Diagnose and replace shorted ignitor 
as needed. 
• Verify and correct furnace ground 
wiring. 
• Check ignitor output from control. 
Replace if necessary.

• Turn power OFF prior 
to repair. 
• Replace ignitor with 
correct replacement 
part. 
• Replace control with 
correct replacement 
part.

Furnace 
fails to 
operate.

EEn Ignitor open.

• Loose or incorrect 
wiring from integrated 
control board to ignitor. 
• Damaged ignitor.

• Check and correct wiring from inte-
grated control board to ignitor. 
• Replace ignitor if necessary.

• Turn power OFF prior 
to repair. 
• Replace ignitor with 
correct replacement 
part.

Furnace 
stops 
heating 
and only 
the fan is 
operat-
ing.

EAF

Furnace has lost 
communication 
with the R-32 sen-
sor and the furnace 
is in mitigation 
mode.

Furnace may not 
be paired with R-32 
Cooling Unit. Refer to 
the R-32 Information 
Section. 
• Loose or damaged 
R-32 sensor wire.

• Verify wire connection to R-32 sensor 
is not loose. 
• Verify the R-32 sensor wire is not 
damaged. 
• Replace R-32 sensor if necessary.

• Turn power OFF prior 
to repair. 
• Replace R-32 sensor 
with proper replace-
ment part.
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Symptom LED 
Status Fault Description Possible Causes Corrective Action(s) Notes & Cautions

Furnace 
stops 
heating 
and only 
the fan is 
operat-
ing.

EAL

R-32 sensor has 
detected a refrig-
erant leak and 
furnace is in mitiga-
tion mode.

• Investigate the indoor coil for a refrig-
erant leak. 
• Furnace will resume normal operation 
once a leak is no longer detected and 
the 5-minute delay period is over.

• Turn power OFF prior 
to repair.

Furnace 
stops 
heating 
and only 
the fan is 
operat-
ing.

EAS

R-32 sensor has 
detected a fault 
and furnace is in 
mitigation mode.

• Investigate the R-32 sensor.  
• Replace the R-32 sensor if necessary.

• Turn power OFF prior 
to repair. 
• Replace R-32 sensor 
with proper replace-
ment part.

Furnace 
stops 
heating 
and only 
the fan is 
operat-
ing.

EAr

The furnace control 
board has detected 
an issue with the 
internal A2L relay 
and is running miti-
gation mode.

• Disconnect any wire connected to the 
ALARM terminal of the furnace control. 
• Cycle power to the furnace. If the 
error code clears, there is an issue with 
the wiring connected to the ALARM 
terminal. Repair wiring if necessary. 
• If the error code does not clear, re-
place the integrated control board.

• Turn power OFF prior 
to repair. 
• Replace the integrat-
ed control board with 
proper replacement 
part.

To View & Clear Fault Codes
•	 Press either the Left or Right button until F10 is displayed. 
•	 Press the center button to view stored faults.
•	 Press and hold the center button for 5 to 30 seconds.
•	 All stored faults will be erased, and the display will flash - - - three times and return to  F10.



37

Troubleshooting                                                                                                80% Heating (1 Stage)

No

Yes

No Heat

Yes

No

No

Yes

Yes

No

Is furnace power 
switch and 

breaker turned 
on? Is thermostat 

properly set?

Turn Power On. Set thermostat 
to heat. 

115 VAC at 
line H & Line 
N on control 

board

Check furnace breaker, switch, 
door switch 

115 VAC at 
transformer 

primary

Check transformer primary 
wiring to control board

24 VAC at 
transfomer 
secondary

Replace transformer after 
checking for electrial short

No Replace board fuse24 VAC 
between R 

& C

Yes

No Thermostat circuit is open24 VAC 
between W 

& C

Yes

Is draft 
inducer 
running

115 VAC at 
draft inducer

No Control board or wiring to 
inducer is defective

Yes Inducer is defective or off on 
thermal protector. Check for 
applied voltage above inducer 
rated volts

Yes

Is the 
pressure 

switch closed

No

Yes

Check negative 
pressure seen by 
PS. Is it enough to 

close PS.

Does control 
board send 115 

vac to H.S.I

No No Check venting, check for 
plugged PS port on inducer

Replace Switch

Replace BoardNo

Does igniter 
glow at all

Replace igniter

Yes

No

Yes

Yes

Yes

Does ignitar 
glow for entire 

17 second 
warm up

No Check for PS opening during 
warm up period 
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Troubleshooting                                                                                                80% Heating (1 Stage)

Does gas valve open- 
verified by proper 

manifold pressure for 
at least 4 seconds

Determine cause and correct 
gas supply problem

No

Is 24 vac 
present at gas 

valve wires

Yes

Is proper house line gas 
pressure present and 

verified by instument and 
observed when gas valve is 

powered

Yes

Yes Is 24 vac present 
between HI and 
Common on gas 

valve

Replace gas valve

Check board 24 vac output and 
circuit to gas valve, check if PS 
is opening during trial for 
ignition

Yes

Check board 24 vac output and 
circit to gas valve, on 80% 
models check for open aux limit 
in series with gas valve

Heat is ON and working 
properly

Do burners 
light

Do burners 
stay on

Does blower 
motor come on 
after 30 second 

delay

Yes

Yes

Yes

Check burners for dirt, check 
for burner allignment, check 
position of orifice plate between 
burners and H/E

Is flame stable, 
properly 

enveloping flame 
rod and being 
drawn into H/E 

tubes

Check orifice plate position for 
proper allignment with H/E 
tubes, check for flooded or 
obstucted H/E

Check flame signal, ground 
wires, check to make sure all 
pressure switches stay closed

115 vac to 
motor from 

board

Does blower motor 
have 24 volts 

between motor 
common (C) and one 

of the T fan speed 
terminals?

Check wiring harness 
connections at motor and 
control board. Check for fault 
code.

Check motor and controller. 
Replace motor and/or controller 
as needed. 

Check for displayed fault code. 
Compare actual temp rise to 
rating plate

No

No

No

No

No

Yes

Yes

No

No
Check for voltage between 
CIRC-H and Neutral terminal. 
Check for voltage at L and N on 
blower

No

No

Yes

Yes

Does burner stay 
on to satisfy 
thermostat

Yes

No
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Troubleshooting                                                                                            Error Codes - (E0 - 80%)
Board flashes 

E0

No

Yes

Are burners 
firing up?

Check gas valve On/Off switch 
is turned to On position and 24V 
present at gas valve? Check 
wire harness connection on gas 
valve.

Check flame sense signal. 
Clean flame sensor if coated 
and/or oxidized.

Check manifold gas pressure is 
remaining constant and not 
dropping below required range

Verify 115VAC present at ignitor. 
Replace if voltage is present

Is hot surface 
ignitor 

glowing?

Yes

Is supply gas present 
and manifold gas 
pressure within 

range. (Nat. Gas 3.2" 
to 3.8" W.C, LP 9.7" - 

10.3" W.C) 

Yes

No

No

Error Code:
E0 - Lockout due to an excessive 
number of ignition retries (3 total)

Applicable Models:
All 80% models

Method of Error Detection:
Furnace fails to ignite after 3 
retires

Error Decision Conditions:
No gas or low gas pressure at 
manifold. Bad hot surface ignitor - 
not glowing, dirty flame sensor

Are burners 
staying lit?

Yes

No

Verify low fire pressure switch is 
remaining close. Replace if 
needed
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Troubleshooting                                                                                                    Error Code E1 & E2
Board Flashes 

E1 or E2

Yes

No

Yes

Remove wires from 
pressure switch and ohm 

pressure switch 
terminals. Are pressure 
switch contacts stuck 

closed?

Repair short in wiring

Check inducer for loose or 
improperly connected wiring. 
Correct as needed. 

Check flue piping and inlet air 
for any blockage. Correct as 
needed. 

Yes

No

Yes

Check piping length, number of 
elbows and termination. Correct 
as needed. 

Yes

Yes

No

Replace pressure switch as 
needed. 

Replace pressure switch as 
needed

No

Check wiring in pressure 
switch circuit. Does 

pressure switch circuit 
wiring have any shorts to 

other wires or short to 
ground?

No

Inspect pressure switch hose 
and repair/replace as needed. 

Check inducer draft performace. 
Correct incoming votlage or 
repalce inducer as needed. 

No

Yes

Is inducer 
motor 

running?

Is pressure switch 
hose blocked, 

kinked, pinched or 
incorrectly connected 
to pressure switch?

Does flue piping 
or inlet air have 
any blockages?

Is pipe length, 
number of elbows 
and termination 
within furnace 
specifications?

Does the 
pressure switch 

have enough 
negative pressure 
to close pressure 

switch?

With a manometer, 
check negative 

pressure to pressure 
switch. 

Check voltage to 
inducer motor, Check 
amperage with motor 

running.  

Is voltage within 
furnace specificaion 

and is amperage 
within inducer motor 

specification? 

No

Yes
For 90% furnace, check drain 
system. Correct any issues with 
furnace drain and/or front cover 
pressure switch. 

No

Error Code:
E1 - Pressure switch circuit closed 
at the start of heating cycle

E2 - Pressure switch closed circuit 
is not closed

Applicable Models:
(For Daikin 1-stage)
DR**SN

(For Daikin ULN)
DR**SN-U

Method of Error Detection:
Pressure switch during heating 
operation

Error Decision Conditions:
Pressure switch circuit closed 
when it should be open.
Pressure switch circuit open when 
it should be closed.



41

Troubleshooting                                                                                               Error Code - (Eb & EC)
Board flashes 

Eb or EC

No
Check gas valve 
wiring circuit. Is 

wiring to gas valve 
correct?

Integrated 
control board 
stuck closed. 
Replace 
integrated 
control board. 

Remove wiring connections 
to the gas valve and check 
for voltage at these 
connections. If voltage is 
present, check gas valve for 
short to ground or loose 
connection. Repair loose 
connection or replace gas 
valve as needed.  

Verify voltage to gas valve is 
the same as transformer 
voltage. If voltage is not the 
same, check for grounding 
issue, If voltage is the same, 
replace gas valve as needed. 

Yes

Correct miswiring to gas 
valve.

Yes

Yes

NoNoIs gas valve 
shorted?

Yes

With no call for 
heat, do you 

have voltage to 
gas valve?

With a call for heat and 
the igniter on, do you 
have voltage between 
M & Common on the 

gas valve?

No

Using the 
wiring 

diagram, 
locate the MV 

(MVL) and 
Common 

wires in the 
wiring harness 
connection on 
the integrated 
control board. 

With a call for heat 
and the igniter on, 

do you have 
voltage between 

these 2 pins?

Integrated control board 
stuck closed. Replace 
integrated control board. 

Replace gas valve as 
needed. 

Error Code:
Eb - Gas valve is not energized 
when it should be. External Gas 
Valve Error.

EC - Gas valve is energized when 
it should not be. Internal Gas 
Valve Error.

Applicable Models:
(for Goodman/Amana Brand)
All furnace models

(for Daikin)
All furnace models, except Daikin 
modulating furnaces

Method of Error Detection:
No voltage to gas valve when 
voltage should be present.
Voltage to gas valve with no call 
for heat.

Error Decision Conditions:
No voltage reading at gas valve 
with a call for heat.
Voltage reading at gas valve with 
no call for heat.

Remove wires on 
gas valve and check 

gas valve for 
shorted to ground.  

No

Yes
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Wiring is subject to change. Always refer to the wiring diagram on the unit for the most up-to-date wiring.

ERROR CODE STATUS
READ CODES FROM LEFT TO RIGHT 

SEVEN SEGMENT DISPLAY
Seg#3 Seg#2 Seg#1 

INTERNAL FAULTS OR IRQ LOSS E E E 
LOCKOUT DUE TO EXCESSIVE RETRIES RECYCLE E E 0 
PRESSURE SWITCH STUCK CLOSED E E 1 
PRESSURE SWITCH OPEN E E 2 
OPEN HIGH LIMIT SWITCH E E 3 
FLAME DETECTED WHEN NO FLAME SHOULD BE PRESENT E E 4 
OPEN FUSE E E 5 
LOW FLAME SIGNAL E E 6 
IGNITOR RELAY FAULT E E L 
REVERSED LINE POLARITY OR GROUNDING ERROR E E A 
INTERNAL GAS VALVE ERROR E E b 
EXTERNAL GAS VALVE ERROR E E C 
OPEN ROLLOUT SWITCH E 1 1 
IGNITOR OPEN E E n 
INDUCER RELAY ERROR E E J 
TWIN ERROR E E H 
LOW CIRCULATOR CURRENT E b L 

ERROR CODE STATUS
READ CODES FROM LEFT TO RIGHT  

SEVEN SEGMENT DISPLAY 
Seg#3  Seg#2 Seg#1  

CIRCULATOR CURRENT UNEXPECTED E b U
A2L COMMUNICATION ALARM E A F
A2L LEAKAGE ALARM E A L
A2L INTERNAL ALARM E A S
A2L RELAY ALARM E A r
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A2L MODE  IS ENABLED BY 
DEFAULT
REFER TO INSTALLATION MANUAL
FOR FURTHER INSTRUCTIONS.

TO 115 VAC/ 1  /60 HZ
POWER SUPPLY WITH
OVERCURRENT
PROTECTION DEVICE

NOTES:
 
1. MANUFACTURER'S SPECIFIED REPLACEMENT 
    PARTS MUST BE USED WHEN SERVICING.
2. IF ANY OF THE ORIGINAL WIRE AS SUPPLIED 
    WITH THE FURNACE MUST BE REPLACED IT MUST 
    BE REPLACED WITH WIRING MATERIAL 
    HAVING A TEMPERATURE RATING OF AT LEAST
    105  ̊C. USE COPPER CONDUCTORS ONLY.
3. UNIT MUST BE PERMANENTLY GROUNDED AND 
    CONFORM TO N.E.C. AND LOCAL CODES.
4. TO RECALL THE LAST 6 FAULTS, MOST RECENT
    TO LEAST RECENT, DEPRESS SWITCH FOR MORE
    THAN 2 SECONDS WHILE IN STANDBY 
    (NO THERMOSTAT INPUTS)
5. WHEN THIS FURNACE IS PAIRED WITH NON R-32 
    REFRIGERANT SYSTEMS, DEFAULT SETTINGS 
    WILL NEED TO BE CHANGED. REFER TO 
    INSTALLATION MANUAL FOR FURTHER
    INSTRUCTIONS.

WIRE
COLOR:

YL

WH

BL

BK

RD
OR

PK
GY

TN

GR

BR

YELLOW

WHITE

BLUE

BLACK

RED
ORANGE
BROWN

PINK
GRAY

TAN

GREEN
PURPLE
VIOLET

COLOR
DESIGNATION:

PU
VT

SWITCH (PRESSURE)

FIELD SPLICE

FIELD GROUND

EQUIPMENT GROUND

PROTECTION DEVICE

PLUG CONNECTION

SWITCH (TEMPERATURE)

JUNCTION

 OVERCURRENT

TERMINAL

IGNITER

HIGH VOLTAGE (115V)

HIGH VOLTAGE FIELD

LOW VOLTAGE (24V)

LOW VOLTAGE FIELD

WARNING: DISCONNECT
POWER BEFORE 
SERVICING. WIRING
TO UNIT MUST BE
PROPERLY POLARIZED
AND GROUNDED
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